GROUND

LEVEL
IININIININTINTINTINTNTT TINTNINININA NN e
| ! | STAND PIPE

VARIABLE DEPTH W/CAP

1” ORISEAL OR
TEFLON COATED
BALL VALVE COPPER
TO IRON CURB STOP

’<7VARIABLE ~=——VARIABLE ——i
TYPE K COPPER TUBING IRON PIPE

! 5.25” VALVE BOX
16" SHORT TOP HALF
W/5.25” LID

17‘7 GALVANIZED
' 90" BEND

WATER MAIN j

\CONCRETE BLOCKING (TYP)

CORPORATION STOP W/90° BEND — SEE SPECIFICATION
FOR TAPPING SADDLE REQUIREMENTS

NOTES:
1. CORPORATION TO BE SIZE NOTED ON PLANS
PIPING TO BE 1 INCH MINIMUM.

2. CONCRETE BLOCKING SHALL BE PER STANDARD
DETAIL 2500-023.

3. INSTALL ISOLATION FITTING AT CORPORATION
STOP FOR WATER MAINS THAT HAVE CATHODIC
PROTECTION.
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