/ FIELD-CUT
T XSG [ TREPLACED OR| |
| SANITARY | EXISTING |
4 sewer _ [ | | ISAN. SEWER |
——o- 2’ MIN., l‘ ——- 2’ MIN., l‘

PIPE CUTTING DETAIL

@ 1" MAX. SPACE

_ . | N N\
EXISTING [ i Z}EEPLACED OR :{
| SANITARY [, i [EXISTING |
L ogsewer Gl I | _JSAN. SEWER |

RUBBER COLLAR WITH
AN ADJUSTABLE STAINLESS STEEL
SHEAR RING PER SECTION 02300

NOTE: REPLACEMENT SECTIONS SHALL BE D.l.P.
OR E.S.V.C.P. ONLY
PVC TRUSS PIPE OR DR—-18 MAY BE ALLOWED
WITH PRIOR APPROVAL OF ENGINEER IF NO
SERVICE LINE IS PRESENT OR ANTICIPATED AT THE

LOCATION
FILE NO.: 2300—080 CEDAR RAPIDS METROPOLITAN AREA
APPROVAL DATE: APRIL 2003 STANDARD DETAILS FOR PUBLIC IMPROVEMENTS
REVISION NO.: 1 NG
REVISION_DATE: APRIL 2003 SANITARY SEWER POINT REPAIR »300-080



AutoCAD SHX Text
%%UPIPE CUTTING DETAIL%%U

AutoCAD SHX Text
SHEAR RING PER SECTION 02300

AutoCAD SHX Text
AN ADJUSTABLE STAINLESS STEEL

AutoCAD SHX Text
RUBBER COLLAR WITH

AutoCAD SHX Text
SEWER

AutoCAD SHX Text
SANITARY

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
SEWER

AutoCAD SHX Text
SANITARY

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
FIELD-CUT

AutoCAD SHX Text
1" MAX. SPACE

AutoCAD SHX Text
A

AutoCAD SHX Text
SAN. SEWER

AutoCAD SHX Text
REPLACED OR

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
REPLACED OR

AutoCAD SHX Text
SAN. SEWER

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
NOTE: REPLACEMENT SECTIONS SHALL BE D.I.P.  

AutoCAD SHX Text
     OR E.S.V.C.P. ONLY

AutoCAD SHX Text
PVC TRUSS PIPE OR DR-18 MAY BE ALLOWED WITH PRIOR APPROVAL OF ENGINEER IF NO SERVICE LINE IS PRESENT OR ANTICIPATED AT THE LOCATION

AutoCAD SHX Text
STANDARD DETAILS FOR PUBLIC IMPROVEMENTS

AutoCAD SHX Text
CEDAR RAPIDS METROPOLITAN AREA

AutoCAD SHX Text
APPROVAL DATE: APRIL 2003

AutoCAD SHX Text
REVISION DATE: APRIL 2003

AutoCAD SHX Text
REVISION NO.: 1

AutoCAD SHX Text
FILE NO.:  2300-080

AutoCAD SHX Text
SANITARY SEWER POINT REPAIR

AutoCAD SHX Text
2300-080

AutoCAD SHX Text
NO.


	Sheets and Views
	Layout1


