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BASEMENT AREA

(FINISHED OR UNFINISHED)

1ST  FLOOR

SANITARY SEWER

BASEMENT

WALL (TYP.)

DRAWING NOT TO SCALE

SHOWN FOR DIAGRAMATIC PURPOSES ONLY

OUTSIDE

GRADE

CAP FOUNDATION DRAIN

GRADE ENTRY POINT

INSTALL DOWNSPOUT

DISCHARGE FITTING

3' MIN.

(TYP.)

EX. ILLEGAL

DOWNSPOUT

CONNECTION TO

SANITARY SEWER

ANY ADDITIONAL ARMORING/TREATMENT OF

DISCHARGE AT GRADE AT HOMEOWNERS

COST (IF REQUESTED)

COORDINATE LOCATION OF DISCHARGE WITH HOMEOWNER:

- GREATER THAN 10' AWAY FROM PROPERTY LINE

- GREATER THAN 3' AWAY FROM BASEMENT WALL

- DISCHARGE DRAINS AWAY FROM HOME.

EX. DOWNSPOUT
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