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CHIP 3/4" MIN CLEAR BTWN

BAR & SOUND CONCRETE

3/4" DEEP SAWCUT HORIZ

OR VERT EDGE ALL AROUND

CAVITY/PATCH PERIMETER

AREA OF DETERIORATION TO

BE REMOVED & REPAIRED

CORRODED OR NON-CORRODED

REINFORCING. PREPARE PER SPEC

±
 
9
"

5"

REMOVE DELAMINATED CONCRETE TO

3/4" MIN BEYOND DELAMINATED SURFACE

AND 3/4" MIN BEYOND REINF STEEL

CAST IN PLACE CONCRETE SLAB ON GRADE

CORRODED OR NON-CORRODED

REINFORCING PREPARE PER SPEC

3/4" DEEP SAWCUT VERT EDGE ALL

AROUND CAVITY/PATCH PERIMETER.

SAWCUT SHAPE SHALL BE GENERALLY

RECTANGULAR OR SQUARE

2" MAX. IF GREATER THAN 2" THEN SAWCUT FULL DEPTH,

REMOVE, & REPLACE ± 4" SLAB. SEE FULL DEPTH REPAIR 2/S3.

CHIP 3/4" MIN CLEAR BTWN

BAR & SOUND CONCRETE

±
 
4
"

SUBGRADE

CAST IN PLACE CONCRETE SLAB ON GRADE

CAVITY/PATCH AREA

±
 
4
"

CORRODED OR NON-CORRODED

REINFORCING PREPARE PER SPEC

3/4" DEEP SAWCUT VERT EDGE ALL

AROUND CAVITY/PATCH PERIMETER.

SAWCUT SHAPE SHALL BE GENERALLY

RECTANGULAR OR SQUARE

SUBGRADE

2
"

4
"

4
"

/ / / / / /

6x6 - W2.9xW2.9 WELDED WIRE FABRIC SHEETS

(W.W.F. ROLLS ARE NOT ALLOWED)

PROVIDE PRIMER & SEALANT

AT ALL EXPANSION JOINTS

PROVIDE 1/2" "POP TOP" COMPRESSIBLE MATERIAL

BETWEEN NEW & EXISTING CONCRETE & BETWEEN

NEW CONCRETE & EXISTING BUILDINGS

TYP. WHERE NEW CONCRETE ABUTS EXISTING

CONCRETE OR BUILDING, PROVIDE 1/2"Ø x 2'-0"

LONG SMOOTH DOWELS @ 18" O.C.  DRILL IN 6"

AT CONCRETE SIDEWALK

EXISTING SIDEWALK

4" COMPACTED GRAVEL BASE

NEW CONCRETE DECK

CHAIRS TO SUPPORT REINF ARE

REQ'D @ 3'-0"oc EA WAY MAX

1. ALL REBAR SUPPORTS & TIES SHALL BE SPACED AT 2'-0" O.C. EACH WAY MAX.  NO EXCEPTIONS

2. SLOPE DECK AWAY FROM POOL COPING 1/8" PER FOOT.

3. SAW CUT CONTROL JOINTS  1/4" x 1-1/2" DEEP AT THE TIME OF PLACEMENT.  CONTROL JOINT SPACING

SHALL NOT EXCEED 12'-0" IN ANY DIRECTION AS CLOSE TO SQUARE AS IS POSSIBLE WITH MAX ASPECT

RATIO 1.25:1.0.

4. PROVIDE EXPANSION JOINTS IN CONCRETE DECK AT A MAX. OF 48'-0" O.C. U.N.O. ON PLANS.  TOOL

EDGES AT EXPANSION JOINTS.  AT EXPANSION JOINTS, PROVIDE COMPRESSIBLE MATERIAL W/ (3) - 1/2"Ø

x 2'-0" LONG SMOOTH DOWELS.  REBAR SHALL NOT BE CONTINUOUS THROUGH THE EXPANSION JOINTS.
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3 WALL REPAIR - WADING POOL

SCALE: 1 1/2" = 1'-0"

1 PARTIAL DEPTH REPAIR

SCALE: 3" = 1'-0"

2 FULL DEPTH REPAIR

SCALE: 3" = 1'-0"

POOL - CONCRETE DECK SLAB-ON-GRADE POOL - CONCRETE DECK SLAB-ON-GRADE

4 NEW CONCRETE DECK SLAB-ON-GRADE

SCALE: 3" = 1'-0"
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CHIP 3/4" MIN

CLEAR BTWN

BAR & SOUND

CONCRETE

REINSTALL FORMED GRATE

LEDGE TO MATCH EXISTING

3/4" DEEP SAWCUT HORIZ OR

VERT EDGE ALL AROUND

CAVITY/PATCH PERIMETER

SEE SECT 1/S4 FOR

ADD'L INFO

REMOVE, STORE, CLEAN, AND

REINSTALL GRATES AT ALL

LOCATIONS DESIGNATED FOR

REPAIR. REMOVAL IS

NECESSARY TO DETERMINE

THE FINAL EXTENT OF REPAIRS

3/4" DEEP SAWCUT HORIZ OR

VERT EDGE ALL AROUND

CAVITY/PATCH PERIMETER

EXISTING POOL SIDE WALLS

REF SECT 2/S1

FOR ADD'L INFO

AREA OF DETERIORATION TO BE REMOVED & REPAIRED
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CLEAR BTWN

BAR & SOUND
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DESCRIPTION:

BID SET

S4

2 HIGH ELEVATION GUTTER REPAIR - MAIN POOL

SCALE: 1 1/2" = 1'-0"

1 LOW ELEVATION GUTTER REPAIR - MAIN POOL

SCALE: 1 1/2" = 1'-0"
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NOTES:

1. REPAIR PIPE BREAK WITH

LIKE PIPE MATERIALS.

2. RESTORE BACKING BLOCK.
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