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4

A201

B1

A401

D4

A103

5

A201

10mm ATHLETIC RUBBER

FLOORING

COLOR #2

1,175 SQUARE FEET

10mm ATHLETIC RUBBER FLOORING

COLOR #2

130 SQUARE FEET

REPLACE 10mm ATHLETIC

RUBBER FLOORING

COLOR #1

1,150 SQUARE FEET

LOBBY

104

BID ALTERNATES:

ADD ALTERNATE #1 -

PROVIDE CONCRETE SLAB ICE RINK SYSTEM FOR THE OLYMPIC ICE RINK.

REFERENCE SHEET A102 AND DETAIL C2 ON SHEET A501. (IF ADD

ALTERNATE #1 IS ACCEPTED THEN ADD ALTERNATE #2 WILL BE REJECTED

BY DEFAULT).

ADD ALTERNATE #2 -

REPLACE OLYMPIC RINK HEATING SYSTEM.

ADD ALTERNATE #3 -

EAST DECK EXPANSION (INCLUDES REMOVAL OF CONCRETE).

REFERENCE SHEET A502

ADD ALTERNATE #4 -

UPDATE SITE LIGHTING.

0' 10' 20' 30'

U

P

U

P

RAMP

DOWN

U

P

EAST DECK EXPANSION

ADD ALTERNATE #3

OLYMPIC ICE RINK

19,328 SQUARE FEET - NET AREA

100'-0"

2
0
0
'
-
0
"

R

2

8

'

-

0

"
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FIRST FLOOR PLAN

FIRST FLOOR PLAN

SCALE: 1"=20'-0"
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114'-6"

DISASSEMBLE AND REMOVE NETTING

TURNBUCKLES, EYEBOLTS AND SUPPORT

WIRE FROM EXISTING DASHER BOARDS AND

STORE FOR REINSTALLATION - TYPICAL

AROUND RINK PERIMETER

0' 10' 20' 30' U

P

RAMP

DOWN

2
4
'
-
0
"

16'-0"28'-0"

REMOVE EXISTING

DAMAGED SECTIONS

OF DASHER BOARDS

& PROVIDE DASHER

BOARDS MATCHING

EXISTING

EXISTING ICE RINK

DASHER BOARD

3

2

'

-

0

"

PAINT ACCENT COLOR #1 INTERIOR

WALL PANELS (BOTTOM 8'-0"),

GYPSUM BOARD COLUMN

ENCLOSURES (FULL HEIGHT WITH

ACCENT COLOR AND FIELD ABOVE)

AND HOLLOW METAL DOOR &

FRAMES - TYPICAL OF WEST AND

SOUTH WALLS (INDICATED WITH

DASHED LINE)

#4 @ 18" O.C. (EAST/WEST)

STEEL REINFORCEMENT

REFRIGERATED ICE RINK SLAB

#4 @ 14" O.C. (NORTH/SOUTH)

STEEL REINFORCEMENT

REFRIGERATED ICE RINK SLAB

REMOVE AND STORE

EXISTING ICE RINK

DASHER BOARDS,

INCLUDING BOXES,

GATES, ICE DAM

AND GLASS FOR

REINSTALLATION

REMOVE AND STORE EXISTING

TEMPERED RINK GLASS AND SUPPORTS

EXISTING GYPSUM BOARD

COLUMN ENCLOSURE - TYPICAL

5" THICK MONOLITHICALLY POURED CONCRETE RINK

SLAB FLATNESS AND LEVELNESS: FF40 / FL25 MINIMUM

B2

A501

PROVIDE 6x6 / 6x6 WWF STEEL REINFORCEMENT FOR RINK SLAB -

TIE TO REBAR EVERY 24" BOTH WAYS. PROVIDE 6" OVERLAP AT

ALL SEAMS. TERMINATE 3" FROM EDGE OF RINK

TYPICAL @

RINK EDGE

NOTES:

ICE RINK REFRIGERATED SLAB

1. Work shall be performed by a company regularly engaged in the

installation of refrigerated concrete floor and the application of

concrete materials. Provide proof that the contractor has successfully

completed at least three (3) projects of similar size and complexity in

the past.

2. Concrete slab work shall be performed by an established concrete

floor finishing contractor with a proven track record of satisfactory,

consistent quality workmanship for a period of a minimum five years

related to refrigerated floor slab and other stringent floor tolerance

specified concrete floor slabs. Floor finishing contractor must have

successfully performed refrigerated slabs utilizing specialized

mechanical laser-guided power screed equipment. Approved

contractor must show proof of this requirement to the consultant in

advance of issuing contract.
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A102

OLYMPIC ICE RINK

FLOOR PLAN

FLOOR PLAN

SCALE: 1/16"=1'-0"A1
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PROVIDE 10mm SPORT

IMPACT FLOORING

WHERE HATCHED

REMOVE EXISTING ATHLETIC

FLOORING AND REMAINING

WALL BASE

5'-4"

EXISTING TILE

EXISTING 10mm SPORT IMPACT

FLOORING SHALL REMAIN

REMOVE EXISTING ATHLETIC

FLOORING

RUBBER

TRANSITION TO

EXISTING CARPET

LOCKERS SHALL

REMAIN

RUBBER TRANSITION TO

EXISTING CONCRETE FLOOR

RUBBER TRANSITION TO

EXISTING CARPET

RUBBER TRANSITION

TO EXISTING

CONCRETE FLOOR

REMOVE EXISTING

RUBBER FLOORING

EXISTING FLOOR

DRAIN

TRAINING

157

RESTROOM

159

LOCKERS

160

HALLWAY

161

SHOWER

158

EXISTING CARPET

0' 10' 20' 30'
NOTE:

PROVIDE VINYL WALL BASE

ALONG PERIMETER WHERE

MONDO 10mm SPORT IMPACT

FLOORING IS PROVIDED.
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A103

LOCKER ROOM

FLOOR PLAN

FLOOR PLAN

SCALE: 1/8"=1'-0"D4
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REMOVE AND REPLACE STAIRWAY

ROOF HATCH MANUFACTURED BY

LANE-AIRE MANUFACTURING CORP

1121 California Ave

Corona, CA 92881

P 951.808.3658

F 951.808.3657

Email: sales@lane-aire.com

MODEL # SFM 4350-054

REPLACE STANDING

SEAM ROOF PANEL

ASSEMBLY & GUTTER

RIDGE - REFERENCE

DETAIL D3 ON SHEET

A501

227'-0"

280'-0"

EXISTING DOWNSPOUT SHALL

REMAIN - TYPICAL

S
L
O

P
E
 
@

 
-
 
3
/
8
"
 
P

E
R

 
F
T
.

S
L
O

P
E
 
@

 
-
 
3
/
8
"
 
P

E
R

 
F
T
.

REPLACE GUTTER (COLOR AND PROFILE TO MATCH EXISTING) -

PROTECT EXISTING DOWNSPOUT - CONNECT GUTTER TO

EXISTING DOWNSPOUT

PROTECT EXISTING STANDING SEAM

ROOF PANEL ASSEMBLY & GUTTER

"SSR" ROOF PANEL BY VARCO-PRUDEN

STANDING SEAM ROOF ASSEMBLY WITH R=25 BATT

INSULATION AND "WMP-50" LINER MANUFACTURED

BY LAMTEC CORPORATION

ROOF BELOW

(NOT IN SCOPE OF WORK)

D4

A501

3
1
8
'
-
3
"

D3

A501

PROVIDE GUTTER EXPANSION JOINT AT MIDPOINT  -

REFERENCE DETAIL D1 ON SHEET A501

PROVIDE GUTTER EXPANSION

JOINT AT MIDPOINT  - REFERENCE

DETAIL D1 ON SHEET A501

NOTE:

1. PROTECT INTERIOR FROM DAMAGE

DURING REPLACEMENT AND INSTALLATION

OF STANDING SEAM ROOF PANEL

ASSEMBLY.

2. THE CONTRACTOR SHALL PROTECT THE

BUILDING FROM WATER INTRUSION

DURING THE PROJECT.

D2

A501

REPLACE GUTTER (COLOR AND PROFILE TO MATCH EXISTING) -

PROTECT EXISTING DOWNSPOUT - CONNECT GUTTER TO

EXISTING DOWNSPOUT

NOTE:

1. COORDINATE WITH HVAC,

ELECTRICAL , PLUMBING SCOPE OF

WORK - SEE MEP DRAWINGS

2. REFERENCE DETAIL A1 ON SHEET A501

REGARDING DETAILS OF ROOF CURB.

PROVIDE ROOF CURB

25" x 32"

(VERIFY IN FIELD)

PROVIDE ROOF CURB

46" x 81"

(VERIFY IN FIELD)

PROVIDE ROOF CURB

120" x 81"

(VERIFY IN FIELD)

PROVIDE ROOF CURB

39" x 23"

(VERIFY IN FIELD)

PROVIDE ROOF CURB

25" x 25"

(VERIFY IN FIELD)

PROVIDE ROOF CURB

26" x 26"

(VERIFY IN FIELD)

ROOF CURB

78" x 43"

(VERIFY IN FIELD)

ROOF CURB

78" x 43"

(VERIFY IN FIELD)
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SOUTH ELEVATION
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ASSEMBLY & GUTTER

PROTECT EXISTING STANDING SEAM

ROOF PANEL ASSEMBLY & GUTTER

PROVIDE GUTTER EXPANSION JOINT AT MIDPOINT  -
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WINDOW UNIT
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5/8" GYPSUM BOARD

ASSEMBLY - (RINK SIDE)
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WINDOW UNIT

STEEL FRAMED

WINDOW UNIT -
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DEMISING WALL
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FIELD PAINT EXPOSED
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114'-6"

WINDOW SCHEDULE

NOTES:

1. REFERENCE PROJECT MANUAL SPECIFICATION SECTION 08 1100

"STEEL DOORS AND FRAMES".

2. ALL WINDOWS SHALL BE GLAZED WITH 1/4” THICK CLEAR IMPACT

SAFETY-RATED GLAZING COMPLYING WITH ANSI Z97.1 CLASS A AND

CPSC 16CFR 1201 CATEGORY II.

DOOR AND FRAME SCHEDULE

NO.ROOM Style SIZE-PR WxHMAT.FIN.

DOOR

HARDWARENOTES

180A

181A
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A

DOOR HARDWARE:

SET DESCRIPTION

1. LOCKSET: YALE 5300LN SERIES, PASSAGE FUNCTION ( 5301LN / F75 ), MONROE LEVER STYLE

HINGES: MCKINNEY, 1-1/2 PAIRS, TA2714, 4.5x4.5

NOTES:

A. REFERENCE DETAIL A3 ON SHEET A501.
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FLOOR PLAN

SCALE: 1/8"=1'-0"B1
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EXISTING 8"

METAL STUD

REMOVE 2-1/2" 25 GAGE

METAL STUDS @ 24" O.C.

REMOVE 5/8" GYPSUM BOARD @  WINDOW OPENING

ABUSE RESISTANT

5/8" GYPSUM BOARD
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PROVIDE ABUSE RESISTANT 5/8"
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SEALANT - BOTH

SIDES OF FRAME

1/4” THICK CLEAR IMPACT
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INSULATION: ASTM C 578, TYPE VII
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VAPOR RETARDER
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DETAILS

DETAIL @ HOLLOW METAL FRAME

SCALE: 3"=1'-0"B1

ICE RINK FLOOR ASSEMBLY

SCALE: 1-1/2"=1'-0"B3

ADD ALTERNATE #1

DETAIL @ RAKE

SCALE: 3"=1'-0"D4

DETAIL @ RIDGE

SCALE: 3"=1'-0"D3

DETAIL @ ROOF OVERLAP

SCALE: 3"=1'-0"D2

DETAIL @ GUTTER EXPANSION JOINT

SCALE: 3"=1'-0"D1

SLAB-ON-GRADE

SCALE: 1-1/2"=1'-0"C2

SLAB-ON-GRADE @ ICE RINK EDGE

SCALE: 1-1/2"=1'-0"B2

ICE RINK FLOOR ASSEMBLY

SCALE: 1-1/2"=1'-0"A3

DOOR FRAME @ HEAD/JAMB DETAIL

SCALE: 3"=1'-0"A2

ROOF CURB DETAIL

SCALE: NO SCALEA1
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TOP OF FINISH FLOOR

+102.00

EXISTING 5" SLAB-ON-GRADE

WITH THICKENED EDGE

THICKENED CONCRETE FOOTING

W1.4 x W1.4 X 10 X 10

STEEL REINFORCEMENT

UNDERSLAB

VAPOR RETARDER

UNDERSLAB

VAPOR RETARDER

STEEL TROWEL

FINISH - TYPICAL

SEALANT  - TYPICAL

COMPACTED CLEANED GRANULAR

MATERIAL: FREE-DRAINING (LESS THAN 6%

PASSING THE U.S. NO. 200 SIEVE) CRUSHED

AGGREGATE COMPACTED TO AT LEAST 95%

OF ASTM D698

NOTE:

ABUSE RESISTANT GYPSUM WALL BOARD (PROVIDE ON

DEMISING WALL UP TO +8'-0" ABOVE LOBBY FLOOR) :

5/8" USG SHEETROCK BRAND GLASS-MAT PANELS

MOLD TOUGH VHI FIRECODE® X (UL TYPE AR)

#4@18" O.C.

STEEL REINFORCEMENT

EXISTING 8" METAL STUD FRAMING

EXISTING ATHLETIC FLOORING

OVER 5" SLAB-ON-GRADE

EXISTING 4" VINYL WALL BASE

BATT INSULATION - FULLY INSULATE

EXISTING ABUSE RESISTANT

5/8" GYPSUM BOARD

7'-10"

1'-4"

8"

5
"

3/4" CHAMFER

2'-10"

CONCRETE

SLAB-ON-GRADE

REINFORCED CONCRETE

TOP OF FINISH FLOOR

+100.00

SEALANT  - TYPICAL

PERFORATED DRAINAGE PIPE -

CONNECT TO EXISTING DRAINAGE

SYSTEM

4" VINYL WALL BASE

PROVIDE ABUSE RESISTANT 5/8" GYPSUM BOARD UP TO 8'-0"

HIGH ABOVE FLOOR WITH 5/8" GYPSUM BOARD ABOVE

2"

#4 CONTINUOUS HORIZONTAL STEEL

REINFORCEMENT - TYPICAL OF 5 THIS DETAIL
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TOP OF FINISH FLOOR

+102.00

EXISTING 5" SLAB-ON-GRADE

WITH THICKENED EDGE

EXISTING 8" METAL STUD FRAMING

EXISTING ATHLETIC FLOORING

OVER 5" SLAB-ON-GRADE

EXISTING 4" VINYL WALL BASE

8'-0"

REMOVE CONCRETE

TOP OF FINISH FLOOR

+100.00

REMOVE EXISTING CONCRETE

RELOCATE EXISTING  DRAINAGE PIPING AND RECONNECT

TO EXISTING SUBGRADE DRAINAGE SYSTEM

REMOVE EXISTING

GRANULAR FILL

EXISTING 4" VINYL WALL BASE

EXISTING ABUSE RESISTANT

5/8" GYPSUM BOARD
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A502

DETAILS

DETAIL @ ELEVATION CHANGE

SCALE: 1-1/2"=1'-0"B3

DEMOLITION DETAIL @ ELEVATION CHANGE

SCALE: 1-1/2"=1'-0"C3

ADD ALTERNATE #3

ADD ALTERNATE #3
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STRUCTURAL NOTES AND 
GENERAL INFORMATION

S-001

STRUCTURAL NOTES

GENERAL

1.     THE CONTRACTOR SHALL PROCURE AND INSTALL ALL REPLACEMENT COMPONENTS AND INSULATION
IN THE HIGHLIGHTED AREAS OF DRAWING S-101 AS REQUIRED BY VARCO-PRUDEN BUILDINGS, INC. FOR THE
COMPLETE ENCLOSURE AND STRUCTURAL INTEGRITY OF THE BUILDING.  THE DRAWING PROVIDED IS FOR
GENERAL INFORMATION ONLY AND THE FINAL NUMBER OF COMPONENTS REQUIRED FOR INSTALLATION
SHALL BE PER VARCO-PRUDEN'S DESIGN REQUIREMENTS.  SEE PROJECT SPECIFICATIONS AND
ARCHITECTURAL DRAWINGS FOR ADDITIONAL REQUIREMENTS.

2.     ALL COMPONENTS SHALL BE AQUIRED FROM VARCO-PRUDEN BUILDINGS, INC.  SUBSTITUTIONS WILL
NOT BE ALLOWED.

3.     THE STRUCTURAL DRAWINGS ARE BASED ON THE SHOP/ERECTION DRAWINGS FROM ORIGINAL
BUILDING CONSTRUCTION AND SUBSEQUENT PARTS LIST REPORTS AND SHOP DRAWINGS OBTAINED FROM
VARCO-PRUDEN FOLLOWING THE STORM.  THEY ARE PROVIDED TO GIVE THE CONTRACTOR THE SCOPE OF
REPLACEMENT FOR BIDDING PURPOSES.  FINAL ERECTION DRAWINGS AND PART LIST REPORTS SHALL BE
RECEIVED BY THE CONTRACTOR FROM VARCO-PRUDEN PRIOR TO INSTALLATION.

4.    THE STRUCTURAL INTEGRITY OF THE BUILDING SHOWN ON THESE PLANS IS DEPENDENT UPON
COMPONENT REPLACEMENT AND INSTALLATION PER VARCO-PRUDEN'S WRITTEN INSTRUCTIONS.  IT IS THE
CONTRACTOR'S RESPONSIBILITY TO FURNISH ALL TEMPORARY BRACING AND/OR SUPPORT THAT MAY BE
REQUIRED AS A RESULT OF CONSTRUCTION METHODS AND SEQUENCES.  

5.     THE CONTRACTOR SHALL WORK WITH THE PHASE 1 CONTRACTOR, COORDINATE EFFORTS AND VERIFY
ALL EXISTING DIMENSIONS, MATERIALS AND CONDITIONS DIRECTLY WITH VARCO-PRUDEN TO ASSURE
PROPER FITUP OF NEW WORK.  ALL FIELD REWORK DUE TO IMPROPER FITUP SHALL BE AT CONTRACTOR'S
EXPENSE.

6.     DO NOT FIELD CUT OR ALTER STRUCTURAL MEMBERS WITHOUT APPROVAL OF THE ENGINEER AND
VARCO-PRUDEN.

7.     REFER TO ARCHITECTURAL DRAWINGS AND/OR SPECIFICATIONS FOR ANY ADDITIONALLY REQUIRED
VAPOR/MOISTURE PROTECTION AND FOR LOCATIONS OF WALLS, WINDOWS, SLAB RECESSES, FLOOR
DRAINS, FLOOR SLOPES, AND OTHER DIMENSIONS NOT SHOWN.

8.     COORDINATE PENETRATIONS THROUGH STRUCTURE WITH OTHER DISCIPLINES.

0 01-15-2021 ISSUED FOR BID DRAWINGS DR/GF



OVERALL ROOF PLAN -
ROOF SHEETING

S-101
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MECHANICAL  SYMBOLS

FLEXIBLE DUCT CONNECTION

SUPPLY DIFFUSER

RETURN DIFFUSER

EXHAUST DIFFUSER

RECTANGULAR DUCT - WxL

10x10

ROUND DUCT - SIZE

10"Ø

BALANCING DAMPER

GRD TYPE: CONNECTION SIZE
AIR FLOW
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HVAC
SYMBOLS & ABBREVIATIONS

SCHEDULES & DETAILS

H00

GENERAL HVAC NOTES

A. Install all ductwork and equipment per all applicable state and local codes.

B. HVAC Contractor to coordinate with all other trades.

C. HVAC Contractor is responsible for field verifying all existing conditions.  Report
any discrepancies to Owner.

D. HVAC Contractor is responsible for securing all required permits and fees
necessary for construction of the project.

E. HVAC Contractor to inspect all existing ductwork and hanger systems for storm
damage.  Any storm damage not indicated on plans should be logged and
reported to Engineer.

GENERAL PLUMBING NOTES

A. All new piping is to be installed per all applicable state and local codes.

B. Plumbing Contractor to coordinate with all other trades.

C. Plumbing Contractor is responsible for field verifying all existing conditions.
Notify engineer of any discrepancies with plans.

D. Plumbing Contractor is responsible for securing all required permits and fees
necessary for construction of the project.

E. Plumbing Contractor to inspect all existing plumbing systems and hangers for
storm damage.  Any storm damage not indicated on plans should be logged and
reported to Engineer.

FILL VOID WITH CAULKING

SMOKE DAMPER

SMOKE SAMPER INSTALLATIONS
H00
1

NOT TO SCALE

HANGERS FOR EXPOSED ROUND DUCTS
H00
2

NOT TO SCALE
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ICE AND ENTRY LEVEL - MECHANICAL PLAN - SOUTH
H01
1

SCALE   1/16" = 1' - 0"
N
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ICE AND ENTRY LEVEL-
MECHANICAL PLAN-SOUTH

H01

CONNECT NEW DUCTWORK TO SUPPLY AND
RETURN PENETRATIONS AT WALL.
COORDINATE DUCT CONNECTIONS WITH
MECHANICAL CONTRACTOR ON
INFRASTRUCTURE IMPROVEMENTS PROJECT.

GENERAL NOTES:
MECHANICAL CONTRACTOR TO INSPECT ALL
EXISTING DUCTWORK ABOVE CEILING. ALL
DAMAGED DUCTWORK, DRIVES, DAMPERS,
OR OTHER ACCESSORIES ARE TO BE
CATALOGED AND REPAIRED OR REPLACED
AS REQUIRED.

KEYED NOTES:

H01
2

ENLARGED HVAC PLAN
H01
2

SCALE   1/8" = 1' - 0"
N

MOUNT NEW DOUBLE WALL SPIRAL DUCT AT
PREVIOUS ELEVATIONS. SEE DETAIL FOR DUCT
HANGERS, DETAIL 2/H00.
AIR HANDLER AHU-11 INSTALLED ON SEPARATE
PROJECT CONTRACT. COORDINATE
DUCTWORK CONNECTIONS INSIDE BUILDING
WITH M.C. FOR INFRASTRUCTURE
IMPROVEMENT PROJECT. SEE ENLARGED
DETAIL ON THIS SHEET 2/H01.
MOUNT SMOKE DAMPERS IN DEMISING WALL
OPENINGS. SEE ARCHITECTURAL DRAWINGS.

SD-1 SD-2 SD-3 SD-4



HIGH ROOF - HVAC PLAN
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SCALE   1/8" = 1' - 0"
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HIGH ROOF -
HVAC PLAN

H02

COORDINATE REINSTALLATION OF ROOF
CURBS AND RTU'S WITH M.C. FOR
INFRASTRUCTURE IMPROVEMENT PROJECT
AND ROOFING CONTRACTOR. REINSTALLATION
TO COINCIDE WITH INSTALLATIONS OF NEW
ROOF.

KEYED NOTES:
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OLYMPIC ICE RINK - HVAC DEMO PLAN
HD01
A

SCALE   3/32 = 1' - 0"
N
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OLYMPIC ICE RINK -
HVAC DEMO PLAN

HD01

REMOVE EXISTING SPIRAL DUCTWORK AND
HANGERS. PREPARE FOR REINSTALLATIN OF
DUCTWORK.

KEYED NOTES:

PREPARE TRANSFER OPENINGS IN WALL FOR
INSTALLATION OF NEW SMOKE TRANSFER
DAMPERS.

(4 TYP)



HIGH ROOF - HVAC DEMO PLAN
HD02
A

SCALE   3/32 = 1' - 0"
N

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:
DOCUMENT DATE:
CHECKED BY:
DRAWN BY:
DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ
MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVE ENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

HIGH ROOF
HVAC DEMO PLAN

HD02

REMOVE NEW ROOFTOP UNITS AND MOUNTING CURBS.
COORDINATE WITH ROOFING CONTRACTOR PRIOR TO FACILITY
RE-ROOFING. COORDINATE WITH MECHANICAL CONTRACTOR FOR
INFRASTRUCTURE IMPROVEMENT PROJECT. ROOFTOP UNITS,
CURBS, AND CONNECTED DUCTWORK TO BE PROTECTED DURING
REMOVAL AND PREPARED FOR REINSTALLATION FOLLOWING
RE-ROOFING.

KEYED NOTES:
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PIPING
GENERAL NOTES

M00

GENERAL NOTES

1. THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SITE SAFETY. INCLUDING BARRICADING AND
SIGNING OF WORK SPACES.

2. CONTRACTOR TO PROVIDE TEMPORARY VENTILATION SYSTEM TO MITIGATE MIGRATION OF FUMES AND DUST
TO PHASE I RECOVERY AREAS OF THE ICE ARENA.

3. PRIOR TO ANY DUST GENERATING OPERATIONS. CLOSE OFF OPEN PHASE I RECOVERY AREAS WITH PLASTIC
SHEETING OR SIMILAR BARRIERS. ERECT SUITABLE BARRIERS TO PREVENT DUST MIGRATION TO ANY
ADDITIONAL PORTIONS OF THE ICE ARENA IN OPERATION.

4. CONTRACTOR TO FIELD VERIFY LOCATIONS OF ELECTRICAL, MECHANICAL AND PLUMBING LINES AND
FIXTURES PRIOR TO START OF CONSTRUCTION.

5. PROTECT ALL EXISTING STRUCTURES FROM DAMAGE NOT SPECIFICALLY INCLUDED IN THIS PHASE II SCOPE.
CONTRACTOR TO REPAIR ANY UNINTENTIONAL DAMAGE AT HIS OWN EXPENSE.

6. PROVIDE APPROPRIATE AND SAFE ACCESS FOR ICE ARENA STAFF TO CRITICAL AREAS WITHIN WORK SPACES
DURING CONTRACTOR OPERATIONS.

7. INSPECTION AND CONTRACT ADMINISTRATION SHALL BE PROVIDED BY THE CITY OF CEDAR RAPIDS OR
DESIGNATED REPRESENTATIVE. PROVIDE MINIMUM 72-HOURS NOTICE TO DESIGNATED PERSON PRIOR TO
COMMENCING CONTRACTOR OPERATIONS.

8. ALL TESTING OF PIPING SYSTEMS, AND DELIVERED CONCRETE PRIOR TO PLACEMENT SHALL BE OBSERVED
BY THE OWNER AND/OR DESIGNATED REPRESENTATIVE. PROVIDE 72-HOUR NOTICE.

9. PRIOR TO REMOVAL OF EXISTING ICE RINK FLOOR. ESTABLISH ELEVATION CONTROL TO VERIFY GRANULAR
SUBBASE, INSULATION LAYERS AND CONCRETE FLOOR ARE CONSTRUCTED TO DESIGN ELEVATION AND
DEPTH.

10. AFTER REMOVAL OF THE EXISTING ICE RINK FLOOR. INCLUDING UNDERLYING PIPING SYSTEMS, PERFORM
CUTTING, FILLING, TRIMMING AND COMPACTION OF NATIVE SOIL BASE AS REQUIRED TO PROVIDE LEVEL BASE
AT CORRECT ELEVATION FOR GRANULAR SUBBASE.

11. THE ENGINEER AND CONTRACTOR WILL INSPECT THE NATIVE SOIL BASE TO DETERMINE SUITABILITY FOR
PLACING PROPOSED FLOOR AND ASSOCIATED COMPONENTS.

12. THE CONTRACTOR, ENGINEER AND ARENA STAFF WILL INSPECT THE ENTIRE PHASE II CONSTRUCTION AREA
AFTER SUBSTANTIAL COMPLETION TO DETERMINE REQUIRED CLEANUP. THE CONTRACTOR IS RESPONSIBLE
FOR ALL CLEAN-UP AND DEBRIS REMOVAL ASSOCIATED WITH THIS PROJECT.

13. PHASE II RECOVERY TO BE BID AS:
·  BASE BID - REMOVAL AND REPLACEMENT OF SAND FLOOR BASE, REFRIGERANT BRINE LOOP SYSTEM,

FLOOR INSULATION AND VAPOR BARRIERS. SUBGRADE HEATING LOOP TO REMAIN.

· BID ALTERNATE 1 - REMOVAL OF EXISTING SAND FLOOR BASE, REFRIGERANT BRINE LOOP SYSTEM, FLOOR
INSULATION, VAPOR BARRIERS, AND SUBFLOOR HEATING LOOP. INSTALL NEW SUBGRADE HEATING LOOP,
INSULATION, VAPOR BARRIER AND CONCRETE RINK FLOOR SYSTEM.

· BID ALTERNATE 2 - REMOVE AND REPLACE EXISTING SUBGRADE HEATING LOOP SYSTEM.



BASE BID - PERMANENT SAND BASE RINK
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N

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:
DOCUMENT DATE:
CHECKED BY:
DRAWN BY:
DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ
MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVE ENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

BASE BID -
PERMANENT SAND BASE

RINK

M01

M04
2

SCALE : NONE

TUBING SPACER

M04
3

SCALE : NONE

SADDLE AND 90° ELBOW

M04
4

SCALE : NONE

180° RETURN BEND DETAIL



BASE BID - PERMANENT SAND BASE FLOOR ISOMETRIC
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BASE BID - PERMANENT
BASE SAND FLOOR ISO

M02

FINAL SAND LAYER

1/2" TO TOP

OF CURB

12"

1" I.D. PIPE TUBING ON
3" CENTERS

4.5 MIL VAPOR
BARRIER

SUBSOIL HEATING

TUBING. EXISTING TO

REMAIN
EXISTING

LOWER SAND

LAYER

SPACER STRIP

4.5 MIL.
VAPOR BARRIER

4"

2"

6"

6x6 x 6x6 W.F.F.
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BC BELOW COUNTER
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GENERAL ABBREVIATIONS
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TP TIE POINT
UP UP
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NEMA NATIONAL ELECTRICAL

MANUFACTURER'S ASSOC.
NFSS NON- FUSED SAFETY SWITCH
NL NIGHT LIGHT
OL OVERLOADS
P POLE
PF POWER FACTOR
PH PHASE
PNL PANEL
PP POWER POLE
PR PAIR PRI PRIMARY
P/T POTENTIAL TRANSFORMER
RGS RIGID STEEL CONDUIT
S/N SOLID NEUTRAL
SPKR SPEAKER
SP SPARE
SW SWITCH
SWBD SWITCHBOARD
SWGR SWITCHGEAR

WIRING & RACEWAY SYMBOLS

WIRING
DESIGNATIONS
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CONDUCTOR
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GROUND
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 LIGHT FIXTURE
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SURFACE OR CHAIN MOUNTED
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FACES AND ARROWS AS SHOWN

EMERGENCY LIGHTING
W/ BATTERY PACK

TRACK LIGHTING
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SITE LIGHTING
POLE MOUNTED

SITE LIGHTING
FLOOD LIGHT

LIGHTING CONTROLS SYMBOLS

SINGLE POLE
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LEG)

01
a

SENSOR TYPE
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LEG

DIGITAL DIMMING WALL SWITCH DIGITAL DUAL TECHNOLOGY
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SENSOR
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LIGHTING FIXTURE
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NIGHT LIGHT/EMERGENCY
FIXTURE
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RECEPTACLE  SYMBOLS

TRANSIENT VOLTAGE SURGE
SUPPRESSOR

WEATHER PROOF DUPLEX RECEPTACLE
ABOVE COUNTER

FLOOR BOX

DUPLEX RECEPTACLE
CEILING MOUNTED

GROUND FAULT CIRCUIT INTERRUPTER ISOLATED GROUND
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WIRES

SIMPLEX RECEPTACLE DUPLEX RECEPTACLE QUADRUPLEX RECEPTACLE

ELECTRIC WATER COOLER RECEPTACLES
IN SURFACE RACEWAY

SINGLE WIRE DIAGRAM  SYMBOLS
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CIRCUIT BREAKER

CONTACTOR
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CIRCUIT BREAKER
DRAW-OUT POWER

CURRENT TRANSFORMER

FUSE SWITCH

ELECTRICAL EQUIPMENT
WITH DESIGNATION

FEEDER DESIGNATION

MDS-1

AUTOMATIC TRANSFER SWITCH

CONTACTOR
NORMALLY CLOSED (NC)

TRANSFORMER POTENTIAL TRANSFORMER

METERINCOMING SERVICE BUS BAR

THERMAL OVERLOADSBATTERY MOTOR

GROUNDDELTA WYE

POWER SYSTEM  SYMBOLS

BRANCH PANEL
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MOTOR STARTERDISCONNECT SWITCH

MECHANICAL EQUIPMENT CONNECTION
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COMBINATION MOTOR STARTER/
DISCONNECT SWITCH

TRANSFORMER
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MOTOR
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GENERATOR SYSTEM
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MANUAL MOTOR STARTER
 THERMAL TRIP SWITCH

 JUNCTION BOX FUME HOOD CONNECTION

ELECTRICAL EQUIPMENT
WITH DESIGNATION

MDS-1

VARIABLE FREQUENCY DRIVE

DIGITAL DUAL TECHNOLOGY
CEILING MOUNT OCCUPANCY

SENSOR

GENERAL POWER NOTES:

1. ALL BRANCH CIRCUITS SHALL HAVE GROUND CONDUCTORS.

2. PROVIDE SEPARATE NEUTRAL FOR EACH BRANCH CIRCUIT PHASE CONDUCTOR.

3. MAXIMUM OF THREE (3) CURRENT CARRYING CONDUCTORS TO CONDUIT.

4. HOMERUN CIRCUITS SHALL CONTAIN NO MORE THAN THREE (3) HOT CONDUCTORS PER
CONDUIT.

5. PULL BOXES AND JUNCTION BOXES ARE GENERALLY NOT INDICATED ON DRAWINGS
EXCEPT FOR SPECIAL REQUIREMENTS.  CONTRACTOR SHALL INSTALL PULL BOXES OR
JUNCTION BOXES AS REQUIRED TO FACILITATE WIRE PULLING.  PULL BOXES AND JUNCTION
BOXES SHALL BE GALVANIZED CODE GAUGE STEEL WITH REMOVABLE OR HINGED COVERS
AND SHALL BE SIZED AS REQUIRED.  PULL BOXES AND JUNCTION BOXES SHALL BE INSTALLED
IN ACCESSIBLE LOCATIONS AND SHALL NOT BE INSTALLED IN FINISHED SPACES.

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

ELECTRICAL- SYMBOLS
AND NOTES

E00

AutoCAD SHX Text
G

AutoCAD SHX Text
J

AutoCAD SHX Text
T

AutoCAD SHX Text
J

AutoCAD SHX Text
FH

AutoCAD SHX Text
M

AutoCAD SHX Text
100-4

AutoCAD SHX Text
TT

AutoCAD SHX Text
R

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
K

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
GF

AutoCAD SHX Text
W

AutoCAD SHX Text
EWC

AutoCAD SHX Text
AC

AutoCAD SHX Text
S

AutoCAD SHX Text
M

AutoCAD SHX Text
100-4

AutoCAD SHX Text
EF

AutoCAD SHX Text
3

AutoCAD SHX Text
VFD

AutoCAD SHX Text
M

AutoCAD SHX Text
LMRL

AutoCAD SHX Text
211

AutoCAD SHX Text
LMRC

AutoCAD SHX Text
S

AutoCAD SHX Text
DM

AutoCAD SHX Text
LM

AutoCAD SHX Text
GENERAL ELECTRICAL DEMOLITION NOTES: 1. E.C. IS RECOMMENDED TO VERIFY EXISTING CONDITIONS AT THE PROJECT SITE E.C. IS RECOMMENDED TO VERIFY EXISTING CONDITIONS AT THE PROJECT SITE BEFORE SUBMITTING COST PROPOSAL. 2. THE E.C. SHALL VISIT THE SITE TO VERIFY DEVICES AND EQUIPMENT NOT SHOWN.  THE E.C. SHALL VISIT THE SITE TO VERIFY DEVICES AND EQUIPMENT NOT SHOWN.  3. CONTRACTOR SHALL BE RESPONSIBLE FOR DEMOLITION REMOVAL, CAPPING, CONTRACTOR SHALL BE RESPONSIBLE FOR DEMOLITION REMOVAL, CAPPING, ABANDONING, DISCONNECTING OF EXISTING ELECTRICAL EQUIPMENT AND MATERIAL.  ALL CUTTING, PATCHING, REPAIRING, REPLACEMENT AND REFINISHING, SHALL MATCH THE EXISTING CONSTRUCTION AS NEARLY AS POSSIBLE. 4. THE OWNER SHALL HAVE THE FIRST RIGHT OF REFUSAL TO ACCEPT EXISTING THE OWNER SHALL HAVE THE FIRST RIGHT OF REFUSAL TO ACCEPT EXISTING DEVICES AND EQUIPMENT BEING REMOVED AND NOT REUSED. 

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:



A2

A502

D3

A502

S

3

S

S

S

S

SS

S S

S

3

S

3

S

3

S

3

S

3

S

S S

S

3

S

3

S

S

3

S

SS

S

3

S

3

S

1

N1N1
N1

N1

N1 N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1
N1

N1

N1

N1

N1
N1

N1

N1

N1

N1
N1

N1

N1

N1

N1

N1

N1
N1 N1 N1

N1
N1

N1

N1

N1

N1N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1

N1 N1

N1

N1

N1

N1

N1 N1

N1

N1 N1
N1

N1 N1

N1

N1 N1

N1N1

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1

N1N1
N1N1

N1N1

N1N1

N1

N1

T-1

9

E

22

E3

X

9

E1

22

X

9

9

E

X

17

17

E

17

E

9

E

X

9

X

17

J

J

E1

19

E1

19

9

E

17

E

17

E

JJJJJJJJJJJJJ

JJJJJJJJJJJJJ

JJJJJJJJJJJJJ

J

J

J

J

J

J

J

J

J

J

X

9

EE

ICE AND ENTRY LEVEL - LIGHTING PLAN
E01

A

SCALE   1/16" = 1' - 0"
N

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

ICE AND ENTRY LEVEL-
LIGHTING PLAN

E01

AutoCAD SHX Text
102'-0"

AutoCAD SHX Text
104A

AutoCAD SHX Text
117

AutoCAD SHX Text
123A

AutoCAD SHX Text
116

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
106

AutoCAD SHX Text
120C

AutoCAD SHX Text
122A

AutoCAD SHX Text
120A

AutoCAD SHX Text
122B

AutoCAD SHX Text
122C

AutoCAD SHX Text
120B

AutoCAD SHX Text
123B

AutoCAD SHX Text
130B

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
130A

AutoCAD SHX Text
137

AutoCAD SHX Text
138B

AutoCAD SHX Text
140

AutoCAD SHX Text
138A

AutoCAD SHX Text
145

AutoCAD SHX Text
147A

AutoCAD SHX Text
147C

AutoCAD SHX Text
148C

AutoCAD SHX Text
150A

AutoCAD SHX Text
150B

AutoCAD SHX Text
149A

AutoCAD SHX Text
101B

AutoCAD SHX Text
101A

AutoCAD SHX Text
118

AutoCAD SHX Text
"CREASE" LINE

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
120

AutoCAD SHX Text
121

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
134B

AutoCAD SHX Text
126

AutoCAD SHX Text
128

AutoCAD SHX Text
133

AutoCAD SHX Text
134A

AutoCAD SHX Text
136

AutoCAD SHX Text
142A

AutoCAD SHX Text
142B

AutoCAD SHX Text
141

AutoCAD SHX Text
144

AutoCAD SHX Text
146

AutoCAD SHX Text
147B

AutoCAD SHX Text
148B

AutoCAD SHX Text
149B

AutoCAD SHX Text
171A

AutoCAD SHX Text
171B

AutoCAD SHX Text
153

AutoCAD SHX Text
153A

AutoCAD SHX Text
157A

AutoCAD SHX Text
155

AutoCAD SHX Text
155A

AutoCAD SHX Text
156

AutoCAD SHX Text
157B

AutoCAD SHX Text
113

AutoCAD SHX Text
112

AutoCAD SHX Text
111

AutoCAD SHX Text
110

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
107

AutoCAD SHX Text
171D

AutoCAD SHX Text
171C

AutoCAD SHX Text
171E

AutoCAD SHX Text
122D

AutoCAD SHX Text
122E

AutoCAD SHX Text
119

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
RECOGNITION WALL

AutoCAD SHX Text
102A

AutoCAD SHX Text
102B

AutoCAD SHX Text
102C

AutoCAD SHX Text
102D

AutoCAD SHX Text
102E

AutoCAD SHX Text
102F

AutoCAD SHX Text
102G

AutoCAD SHX Text
102H

AutoCAD SHX Text
102J

AutoCAD SHX Text
102K

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
HC EWC

AutoCAD SHX Text
103B

AutoCAD SHX Text
103C

AutoCAD SHX Text
103D

AutoCAD SHX Text
103E

AutoCAD SHX Text
103F

AutoCAD SHX Text
103A

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
DOWN

AutoCAD SHX Text
DOWN 2"

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
148A

AutoCAD SHX Text
123C

AutoCAD SHX Text
118E

AutoCAD SHX Text
124A

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
118B

AutoCAD SHX Text
118A

AutoCAD SHX Text
118C

AutoCAD SHX Text
118D

AutoCAD SHX Text
150C

AutoCAD SHX Text
149C

AutoCAD SHX Text
149D

AutoCAD SHX Text
153B

AutoCAD SHX Text
153C

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UP

AutoCAD SHX Text
SUMP

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
DASHED LINE OF

AutoCAD SHX Text
SOFFIT ABOVE

AutoCAD SHX Text
WATERPROOFING

AutoCAD SHX Text
(WP-1) AT PIT

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
107B

AutoCAD SHX Text
(ELEV-1)

AutoCAD SHX Text
SHELVING

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
LOCKERS

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
104J

AutoCAD SHX Text
104K

AutoCAD SHX Text
118F

AutoCAD SHX Text
118G

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
CS

AutoCAD SHX Text
CS

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-2

AutoCAD SHX Text
LINE OF

AutoCAD SHX Text
STAIRS

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
106'-6"

AutoCAD SHX Text
FIRE

AutoCAD SHX Text
DEPT.

AutoCAD SHX Text
CONN.

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
ACCORDIAN

AutoCAD SHX Text
FOLDING

AutoCAD SHX Text
PARTITIONS

AutoCAD SHX Text
REMOVEABLE STAIR FOR

AutoCAD SHX Text
DRY EVENTS (N.I.C.)

AutoCAD SHX Text
WP #3

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
Xref R:\2000\2009\001\work\BKGD\C001sg16.dwg

AutoCAD SHX Text
WP #1

AutoCAD SHX Text
WP #2

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
GOAL JUDGE

AutoCAD SHX Text
BOX (N.I.C.)

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
153D

AutoCAD SHX Text
118H

AutoCAD SHX Text
118J

AutoCAD SHX Text
UP

AutoCAD SHX Text
DASHED LINE

AutoCAD SHX Text
OF SHIPS

AutoCAD SHX Text
LADDER ABOVE

AutoCAD SHX Text
FLOOR BOXES,

AutoCAD SHX Text
TYP. - SEE ELEC.

AutoCAD SHX Text
DEMISING WALL - FULL HEIGHT

AutoCAD SHX Text
FUTURE WINDOW OPENINGS - REFERENCE WINDOW SCHEDULE FOR ROUGH SIZE OPENING DIMENSIONS

AutoCAD SHX Text
Xref .\XREFS-CR-ICE_ARENA\SEATS_1.DWG

AutoCAD SHX Text
1

AutoCAD SHX Text
PANEL HP-1

AutoCAD SHX Text
PANEL LP-1

AutoCAD SHX Text
DISTRIBUTION PANEL HDP-2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
LIGHTING AND CIRCUITRY NOT SHOWN IS EXISTING TO REMAIN. 

AutoCAD SHX Text
3

AutoCAD SHX Text
PANEL LP-2

AutoCAD SHX Text
PANEL LP-3

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
SPECIFIC POWER NOTES - DETAIL A: 1-FOR-1 REPLACEMENT OF EXISTING DAMAGED FIXTURES. PROVIDE NEW LED FIXTURES PER LIGHT FIXTURE SCHEDULE. RE-USE EXISTING CIRCUITRY. EXTEND CIRCUITS AS REQUIRED. TYPICAL OF ALL FIXTURES ON THIS FLOOR. DISTRIBUTION EQUIPMENT IS EXISTING TO REMAIN  HIGH BAY FIXTURES ARE INSTALLED UNDER A SEPARATE CONTRACT. (TYPICAL). CIRCUIT NUMBERS ARE DIAGRAMATIC AND ARE SHOWN FOR REFERENCE ONLY TO INDICATE HOW MANY FIXTURES ARE ON EACH CIRCUIT. VERIFY CIRCUIT NUMBERS AND THE SERVING PANELS IN THE FIELD. (TYPICAL).

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
GENERAL LIGHTING NOTES: 1. TYPICAL LIGHTING HOMERUN CIRCUITS SHALL BE #12 TYPICAL LIGHTING HOMERUN CIRCUITS SHALL BE #12 PHASE WIRE, #12 NEUTRAL WIRE, #12 GND, 3/4"C.  FOR 120V, 20A HOMERUN CIRCUITS THAT EXCEED 75 FOOT FEEDER LENGTH, OVERSIZE CONDUCTOR TO #10 DUE TO VOLTAGE DROP. FOR 277V, 20A HOMERUN CIRCUITS THAT EXCEED 150 FOOT FEEDER LENGTH, OVERSIZE CONDUCTOR TO #10 DUE TO VOLTAGE DROP. 2. 120V LIGHTING HOMERUN CIRCUITS SHALL CONTAIN NO 120V LIGHTING HOMERUN CIRCUITS SHALL CONTAIN NO MORE THAN (3) HOT OR SWITCHED CONDUCTORS PER CONDUIT. 3. EXIT SIGNS THAT ARE NOT WALL MOUNTED SHALL BE EXIT SIGNS THAT ARE NOT WALL MOUNTED SHALL BE PENDANT OR CEILING MOUNTED. CONTRACTOR SHALL SUPPLY WALL MOUNT, CEILING MOUNT, OR PENDANT MOUNT ACCESSORIES AS REQUIRED. 4. LIGHTING CIRCUITS SHALL HAVE DEDICATED NEUTRALS. LIGHTING CIRCUITS SHALL HAVE DEDICATED NEUTRALS. 5. EXIT SIGNS SHALL BE CONNECTED TO UNSWITCHED EXIT SIGNS SHALL BE CONNECTED TO UNSWITCHED LIGHTING CIRCUITS SERVING AREA.

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:



9

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1
N1

N1

N1

N1

N1

N1
N1

N1

N1
N1

W

22

W

22

W

22

W

22

W

22

W

22

W

22

W

20

W

20

W

22

E02

A

SCALE   1/16" = 1' - 0"

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

E02

CONCOURSE LEVEL -
LIGHTING PLAN

CONCOURSE LEVEL - LIGHTING PLAN
N

AutoCAD SHX Text
203

AutoCAD SHX Text
204

AutoCAD SHX Text
202

AutoCAD SHX Text
203A

AutoCAD SHX Text
205

AutoCAD SHX Text
205A

AutoCAD SHX Text
205B

AutoCAD SHX Text
207

AutoCAD SHX Text
208

AutoCAD SHX Text
208A

AutoCAD SHX Text
208B

AutoCAD SHX Text
210

AutoCAD SHX Text
209

AutoCAD SHX Text
200B

AutoCAD SHX Text
200C

AutoCAD SHX Text
200D

AutoCAD SHX Text
200E

AutoCAD SHX Text
200F

AutoCAD SHX Text
213

AutoCAD SHX Text
211

AutoCAD SHX Text
EL. 106'-6"

AutoCAD SHX Text
111'-8"

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
HC EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
HC EWC

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
DN

AutoCAD SHX Text
Xref R:\2000\2009\001\work\BKGD\C001sg16.dwg

AutoCAD SHX Text
201

AutoCAD SHX Text
200G

AutoCAD SHX Text
200J

AutoCAD SHX Text
200H

AutoCAD SHX Text
200Q

AutoCAD SHX Text
200P

AutoCAD SHX Text
200N

AutoCAD SHX Text
200M

AutoCAD SHX Text
200L

AutoCAD SHX Text
200K

AutoCAD SHX Text
200T

AutoCAD SHX Text
200S

AutoCAD SHX Text
200R

AutoCAD SHX Text
200X

AutoCAD SHX Text
200W

AutoCAD SHX Text
200V

AutoCAD SHX Text
200A

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
216A

AutoCAD SHX Text
216B

AutoCAD SHX Text
 3

AutoCAD SHX Text
 3

AutoCAD SHX Text
 4

AutoCAD SHX Text
 4

AutoCAD SHX Text
 3

AutoCAD SHX Text
 3

AutoCAD SHX Text
 1

AutoCAD SHX Text
 1

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
UP

AutoCAD SHX Text
OPEN TO

AutoCAD SHX Text
BELOW

AutoCAD SHX Text
DASHED LINE OF

AutoCAD SHX Text
SKYBOXES ABOVE

AutoCAD SHX Text
BLEACHERS N.I.C.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
200AA

AutoCAD SHX Text
200AL

AutoCAD SHX Text
200AB

AutoCAD SHX Text
200AC

AutoCAD SHX Text
200AD

AutoCAD SHX Text
200AE

AutoCAD SHX Text
200AG

AutoCAD SHX Text
200AF

AutoCAD SHX Text
200AI

AutoCAD SHX Text
200AH

AutoCAD SHX Text
200AJ

AutoCAD SHX Text
 4

AutoCAD SHX Text
 4

AutoCAD SHX Text
 4

AutoCAD SHX Text
 4

AutoCAD SHX Text
 4

AutoCAD SHX Text
200AK

AutoCAD SHX Text
SCOREBOARD (N.I.C.)

AutoCAD SHX Text
BOTTOM @ 16'-0" A.F.F.

AutoCAD SHX Text
OPEN TO

AutoCAD SHX Text
BELOW

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
BELOW

AutoCAD SHX Text
ICE RINK

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
115'-8"

AutoCAD SHX Text
M12

AutoCAD SHX Text
M8

AutoCAD SHX Text
B4

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
1

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
A6

AutoCAD SHX Text
GOAL JUDGE

AutoCAD SHX Text
BOX (N.I.C.)

AutoCAD SHX Text
Xref .\XREFS-CR-ICE_ARENA\SEATS_1.DWG

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
+4 HC

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
MEDIA

AutoCAD SHX Text
MEDIA

AutoCAD SHX Text
+2 HC

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
+3 ATTENDANTS

AutoCAD SHX Text
+2 ATTENDANTS

AutoCAD SHX Text
3 ATTENDANTS

AutoCAD SHX Text
4 HC

AutoCAD SHX Text
+5 HC

AutoCAD SHX Text
+5 ATTENDANTS

AutoCAD SHX Text
+3 ATTENDANTS

AutoCAD SHX Text
+4HC

AutoCAD SHX Text
11

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
8

AutoCAD SHX Text
7

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
4

AutoCAD SHX Text
12

AutoCAD SHX Text
75

AutoCAD SHX Text
12 ROWS X 18 = 216

AutoCAD SHX Text
12 ROWS X 18 = 216

AutoCAD SHX Text
12 ROWS X 18 = 216

AutoCAD SHX Text
12 ROWS X 18 = 216

AutoCAD SHX Text
(11 ROWS X 18) + 31 = 229

AutoCAD SHX Text
(11 ROWS X 18) + 31 = 229

AutoCAD SHX Text
(3 X 11) + (2X 13) + (6X18) +31 = 198

AutoCAD SHX Text
(3 X 11) + (2 X 13) + (6X18) +31 = 198

AutoCAD SHX Text
(7X18) +(2X6) = 138

AutoCAD SHX Text
73

AutoCAD SHX Text
63

AutoCAD SHX Text
84

AutoCAD SHX Text
132

AutoCAD SHX Text
122

AutoCAD SHX Text
72

AutoCAD SHX Text
74

AutoCAD SHX Text
80

AutoCAD SHX Text
(6 ROWS X 19) + (6 ROWS X 20 BENCH)= 234

AutoCAD SHX Text
132

AutoCAD SHX Text
130

AutoCAD SHX Text
77 + 2HC

AutoCAD SHX Text
82

AutoCAD SHX Text
50

AutoCAD SHX Text
92

AutoCAD SHX Text
70

AutoCAD SHX Text
7 ROWS X 18 = 126

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
(6 ROWS X 19) + (6 ROWS X 20 BENCH)= 234

AutoCAD SHX Text
+2 HC

AutoCAD SHX Text
+1 ATTENDANT

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
HC

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
+1 ATTENDANT

AutoCAD SHX Text
+1HC

AutoCAD SHX Text
240  BENCH SEATS

AutoCAD SHX Text
24  HC SPACES

AutoCAD SHX Text
3618  19" SEATS

AutoCAD SHX Text
18  ATTENDANTS

AutoCAD SHX Text
3900  TOTAL

AutoCAD SHX Text
PLUS 168  21" SEATS IN SKYBOXES

AutoCAD SHX Text
1

AutoCAD SHX Text
PANEL LP-4

AutoCAD SHX Text
PANEL LP-4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
LIGHTING AND CIRCUITRY NOT SHOWN IS EXISTING TO REMAIN. 

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
SPECIFIC POWER NOTES - DETAIL A: 1-FOR-1 REPLACEMENT OF EXISTING FIXTURES. PROVIDE NEW LED FIXTURES PER LIGHT FIXTURE SCHEDULE. RE-USE EXISTING CIRCUITRY. EXTEND CIRCUITS AS REQUIRED. TYPICAL OF ALL FIXTURES ON THIS FLOOR. DISTRIBUTION EQUIPMENT IS EXISTING TO REMAIN  NOT USED. CIRCUIT NUMBERS ARE DIAGRAMATIC AND ARE SHOWN FOR REFERENCE ONLY TO INDICATE HOW MANY FIXTURES ARE ON EACH CIRCUIT. VERIFY CIRCUIT NUMBERS AND THE SERVING PANELS IN THE FIELD. (TYPICAL).

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:



A2

A502

D3

A502

7

9

11

11

11

13

99

97

7

13

13

13

F

 

S S

F

 

F

 

30

30

30

7

8 8 10 10 12 12 24 24 22

2 42 4 6 6 2020 22

1614 16 18 2628 26

F

 

36

21

19

25

25

25

25

25

25

27

27

27

27

27

29

29

29

31

33

31

33

29

27

29

21

29

29

F

 

2

3

5

J

S

5

7

5

5

S

S

S

GFI

3

3

F

 

S

S

F

 

GFI

42"

GFI

42"

F

 

F

 

F F

F

 

F

 

SS

SS

2

2

GFI

42"

GFI

42"

F

 

11

7

F

 

F

 

S

S

S

H

F

 

F

 

F

 

9

9

8

1

F

 

5

7

S

F

 

31

W W W

S

S

10

1

TV TV TV

7
9 11

13

11

GFI

42"

SP-1

J

T

S

SS

SS

S

S S

S

23

23

15

19

7

5

1

GFI

WP

GFI

WP

S

4

15

18

17

 S

16

A

2

2

2

17

17

17

14

6

17

6

17

4

17

26 GFI
WP

26 GFI
WP

26 GFI
WP

2828283030

2 BR BR2 2 BR

E03

A

SCALE   1/8" = 1' - 0"

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

E03

ICE AND ENTRY LEVEL -
PARTIAL POWER PLAN

N

A2

A502

D3

A502

ICE AND ENTRY LEVEL - PARTIAL POWER PLAN

AutoCAD SHX Text
102'-0"

AutoCAD SHX Text
104A

AutoCAD SHX Text
117

AutoCAD SHX Text
123A

AutoCAD SHX Text
116

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
106

AutoCAD SHX Text
120C

AutoCAD SHX Text
122A

AutoCAD SHX Text
120A

AutoCAD SHX Text
122B

AutoCAD SHX Text
122C

AutoCAD SHX Text
120B

AutoCAD SHX Text
130B

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
130A

AutoCAD SHX Text
118

AutoCAD SHX Text
"CREASE" LINE

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
120

AutoCAD SHX Text
121

AutoCAD SHX Text
134B

AutoCAD SHX Text
126

AutoCAD SHX Text
134A

AutoCAD SHX Text
113

AutoCAD SHX Text
112

AutoCAD SHX Text
111

AutoCAD SHX Text
110

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
107

AutoCAD SHX Text
UP

AutoCAD SHX Text
RECOGNITION WALL

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
DASHED LINE OF

AutoCAD SHX Text
SOFFIT ABOVE

AutoCAD SHX Text
WATERPROOFING

AutoCAD SHX Text
(WP-1) AT PIT

AutoCAD SHX Text
107B

AutoCAD SHX Text
(ELEV-1)

AutoCAD SHX Text
SHELVING

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
104J

AutoCAD SHX Text
104K

AutoCAD SHX Text
118F

AutoCAD SHX Text
118G

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
CS

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
ACCORDIAN

AutoCAD SHX Text
FOLDING

AutoCAD SHX Text
PARTITIONS

AutoCAD SHX Text
FLOOR BOXES,

AutoCAD SHX Text
TYP. - SEE ELEC.

AutoCAD SHX Text
DEMISING WALL - FULL HEIGHT

AutoCAD SHX Text
FUTURE WINDOW OPENINGS - REFERENCE WINDOW SCHEDULE FOR ROUGH SIZE OPENING DIMENSIONS

AutoCAD SHX Text
FUTURE

AutoCAD SHX Text
PHONE SWITCH

AutoCAD SHX Text
FIRE ALARM PANEL

AutoCAD SHX Text
FUTURE SECURITY PANEL

AutoCAD SHX Text
PANEL LP-2

AutoCAD SHX Text
PANEL HP-2

AutoCAD SHX Text
PANEL LP-3

AutoCAD SHX Text
FIRE ALARM ANNUNCIATOR PANEL

AutoCAD SHX Text
LOCATE IN ELEVATOR PIT

AutoCAD SHX Text
17

AutoCAD SHX Text
LP-2 26,28,30

AutoCAD SHX Text
LP-2 20,22,24

AutoCAD SHX Text
LP-2 8,10,12

AutoCAD SHX Text
LP-2 14,16,18

AutoCAD SHX Text
LP-2 2,4,6

AutoCAD SHX Text
LP-2 7,9,11

AutoCAD SHX Text
LP-2 13,15,17

AutoCAD SHX Text
LP-2 19,21,23

AutoCAD SHX Text
LP-2 25,27,29

AutoCAD SHX Text
LP-2 31,33

AutoCAD SHX Text
FOR SUMP PUMP

AutoCAD SHX Text
LP-2 1,3,5

AutoCAD SHX Text
26

AutoCAD SHX Text
26

AutoCAD SHX Text
10

AutoCAD SHX Text
10

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
LP-3 8,10,12

AutoCAD SHX Text
LP-3 2,4,6

AutoCAD SHX Text
DATA RACK

AutoCAD SHX Text
LP-2 35

AutoCAD SHX Text
LP-8 2

AutoCAD SHX Text
LP-8 6

AutoCAD SHX Text
LP-8 4

AutoCAD SHX Text
4

AutoCAD SHX Text
POWER AND CIRCUITRY NOT SHOWN OR SHOWN GRAY IS EXISTING TO REMAIN. 

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
LP-2 37

AutoCAD SHX Text
120V SMOKE DAMPER TO OPEN UPON DETECTION OF SMOKE. INTERFACE WITH FIRE ALARM SYSTEM.

AutoCAD SHX Text
6

AutoCAD SHX Text
SPECIFIC POWER NOTES - DETAIL A: NEW POWER RECEPTACLE. RE-USE EXISTING CIRCUITRY. EXTEND CIRCUITS AS REQUIRED. TYPICAL. CIRCUIT NUMBERS ARE DIAGRAMMATIC AND ARE SHOWN FOR REFERENCE ONLY TO INDICATE HOW MANY RECEPTACLES ARE ON EACH CIRCUIT. VERIFY CIRCUIT NUMBERS AND THE SERVING PANELS IN THE FIELD. (TYPICAL). NOT USED. FIRE ALARM DEVICES ARE SHOWN FOR REFERENCE ONLY. THEY ARE PROVIDED BY OTHERS  UNDER A SEPARATE CONTRACT. COORDINATE WORK WITH FA CONTRACTOR.(TYPICAL). SECURITY CAMERAS ARE SHOW FOR REFERENCE ONLY. THEY ARE PROVIDED BY OTHERS UNDER A SEPARATE CONTRACT. COORDINATE WORK WITH SECURITY SYSTEMS CONTRACTOR.(TYPICAL). DISTRIBUTION EQUIPMENT IS EXISTING TO REMAIN 120V SMOKE DAMPER TO OPEN UPON DETECTION OF SMOKE. INTERFACE WITH FIRE ALARM SYSTEM. COORDINATE WORK WITH FIRE ALARM CONTRACTOR. (TYP. OF 4 DAMPERS). 

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
102'-0"

AutoCAD SHX Text
104A

AutoCAD SHX Text
117

AutoCAD SHX Text
123A

AutoCAD SHX Text
116

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
106

AutoCAD SHX Text
120C

AutoCAD SHX Text
122A

AutoCAD SHX Text
120A

AutoCAD SHX Text
122B

AutoCAD SHX Text
122C

AutoCAD SHX Text
120B

AutoCAD SHX Text
123B

AutoCAD SHX Text
130B

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
130A

AutoCAD SHX Text
137

AutoCAD SHX Text
138B

AutoCAD SHX Text
140

AutoCAD SHX Text
138A

AutoCAD SHX Text
145

AutoCAD SHX Text
147A

AutoCAD SHX Text
147C

AutoCAD SHX Text
148C

AutoCAD SHX Text
150A

AutoCAD SHX Text
150B

AutoCAD SHX Text
149A

AutoCAD SHX Text
101B

AutoCAD SHX Text
101A

AutoCAD SHX Text
118

AutoCAD SHX Text
"CREASE" LINE

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
120

AutoCAD SHX Text
121

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
134B

AutoCAD SHX Text
126

AutoCAD SHX Text
128

AutoCAD SHX Text
133

AutoCAD SHX Text
134A

AutoCAD SHX Text
136

AutoCAD SHX Text
142A

AutoCAD SHX Text
142B

AutoCAD SHX Text
141

AutoCAD SHX Text
144

AutoCAD SHX Text
146

AutoCAD SHX Text
147B

AutoCAD SHX Text
148B

AutoCAD SHX Text
149B

AutoCAD SHX Text
171A

AutoCAD SHX Text
171B

AutoCAD SHX Text
153

AutoCAD SHX Text
153A

AutoCAD SHX Text
157A

AutoCAD SHX Text
155

AutoCAD SHX Text
155A

AutoCAD SHX Text
156

AutoCAD SHX Text
157B

AutoCAD SHX Text
113

AutoCAD SHX Text
112

AutoCAD SHX Text
111

AutoCAD SHX Text
110

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
107

AutoCAD SHX Text
171D

AutoCAD SHX Text
171C

AutoCAD SHX Text
171E

AutoCAD SHX Text
122D

AutoCAD SHX Text
122E

AutoCAD SHX Text
119

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
RECOGNITION WALL

AutoCAD SHX Text
102A

AutoCAD SHX Text
102B

AutoCAD SHX Text
102C

AutoCAD SHX Text
102D

AutoCAD SHX Text
102E

AutoCAD SHX Text
102F

AutoCAD SHX Text
102G

AutoCAD SHX Text
102H

AutoCAD SHX Text
102J

AutoCAD SHX Text
102K

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
HC EWC

AutoCAD SHX Text
103B

AutoCAD SHX Text
103C

AutoCAD SHX Text
103D

AutoCAD SHX Text
103E

AutoCAD SHX Text
103F

AutoCAD SHX Text
103A

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
DOWN

AutoCAD SHX Text
DOWN 2"

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
148A

AutoCAD SHX Text
123C

AutoCAD SHX Text
118E

AutoCAD SHX Text
124A

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
118B

AutoCAD SHX Text
118A

AutoCAD SHX Text
118C

AutoCAD SHX Text
118D

AutoCAD SHX Text
150C

AutoCAD SHX Text
149C

AutoCAD SHX Text
149D

AutoCAD SHX Text
153B

AutoCAD SHX Text
153C

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UP

AutoCAD SHX Text
V2

AutoCAD SHX Text
3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
SUMP

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
V2

AutoCAD SHX Text
A6

AutoCAD SHX Text
DASHED LINE OF

AutoCAD SHX Text
SOFFIT ABOVE

AutoCAD SHX Text
WATERPROOFING

AutoCAD SHX Text
(WP-1) AT PIT

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
2

AutoCAD SHX Text
T.O.W.

AutoCAD SHX Text
105'-6"

AutoCAD SHX Text
105'-6"

AutoCAD SHX Text
T.O.W.

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
1

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
U2

AutoCAD SHX Text
A3

AutoCAD SHX Text
T

AutoCAD SHX Text
A3

AutoCAD SHX Text
T

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
107B

AutoCAD SHX Text
UN

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
(ELEV-1)

AutoCAD SHX Text
SHELVING

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
V2

AutoCAD SHX Text
V2

AutoCAD SHX Text
3

AutoCAD SHX Text
LOCKERS

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
V2

AutoCAD SHX Text
104J

AutoCAD SHX Text
104K

AutoCAD SHX Text
118F

AutoCAD SHX Text
118G

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
CS

AutoCAD SHX Text
CS

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
M6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-2

AutoCAD SHX Text
LINE OF

AutoCAD SHX Text
STAIRS

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
106'-6"

AutoCAD SHX Text
FIRE

AutoCAD SHX Text
DEPT.

AutoCAD SHX Text
CONN.

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
ACCORDIAN

AutoCAD SHX Text
FOLDING

AutoCAD SHX Text
PARTITIONS

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
REMOVEABLE STAIR FOR

AutoCAD SHX Text
DRY EVENTS (N.I.C.)

AutoCAD SHX Text
WP #3

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
M16

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
Xref R:\2000\2009\001\work\BKGD\C001sg16.dwg

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
V2

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
WP #1

AutoCAD SHX Text
WP #2

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
GOAL JUDGE

AutoCAD SHX Text
BOX (N.I.C.)

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
153D

AutoCAD SHX Text
V2

AutoCAD SHX Text
118H

AutoCAD SHX Text
118J

AutoCAD SHX Text
A6

AutoCAD SHX Text
UP

AutoCAD SHX Text
DASHED LINE

AutoCAD SHX Text
OF SHIPS

AutoCAD SHX Text
LADDER ABOVE

AutoCAD SHX Text
FLOOR BOXES,

AutoCAD SHX Text
TYP. - SEE ELEC.

AutoCAD SHX Text
DEMISING WALL - FULL HEIGHT

AutoCAD SHX Text
FUTURE WINDOW OPENINGS - REFERENCE WINDOW SCHEDULE FOR ROUGH SIZE OPENING DIMENSIONS



F

 

F

 

S

S

S

S

F

 

F

 

F

 

T-1

S

20

20

20

20

20

F

 

F

 

20

GFI

WP

GFI

22

GFI

22

S

SS

S

S

S

S

F

 

F

 

GFI

WP

F

 

22

22

GFI

42"

GFI

42"

F

 

F

 

GFI

42"

GFI

42"

F

 

F

 

F

 

F

 

F

 

SS

S

S

GFI

WP

F

 

S

S

F

 

GFI

42"

GFI

42"

F

 

F

 

F

 

S

F

 

S

F

 

GFI

WP

GFI

WP
GFI

WP

F

 

F

 

J

   

  

  

4

4

EF-2

EF-3

EF-4

W

W

9

9

9

5

24

10

AHU-11

GWH-1

P-1

P-2

20

EUH-2

GFI

WP

J

CWP-1 CWP-2

CH-1 CH-2

CP-1

CP-2

CT-2

CT-1

9

BTBT2 2BT

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

E04

A2

A502

D3

A502

E03

A

SCALE   1/8" = 1' - 0"
N

ICE AND ENTRY LEVEL - PARTIAL POWER PLAN

ICE AND ENTRY LEVEL -
PARTIAL POWER PLAN

AutoCAD SHX Text
123B

AutoCAD SHX Text
130B

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
130A

AutoCAD SHX Text
137

AutoCAD SHX Text
138B

AutoCAD SHX Text
140

AutoCAD SHX Text
138A

AutoCAD SHX Text
145

AutoCAD SHX Text
147A

AutoCAD SHX Text
147C

AutoCAD SHX Text
148C

AutoCAD SHX Text
150A

AutoCAD SHX Text
150B

AutoCAD SHX Text
149A

AutoCAD SHX Text
134B

AutoCAD SHX Text
133

AutoCAD SHX Text
134A

AutoCAD SHX Text
136

AutoCAD SHX Text
142A

AutoCAD SHX Text
142B

AutoCAD SHX Text
141

AutoCAD SHX Text
144

AutoCAD SHX Text
146

AutoCAD SHX Text
147B

AutoCAD SHX Text
148B

AutoCAD SHX Text
149B

AutoCAD SHX Text
171A

AutoCAD SHX Text
171D

AutoCAD SHX Text
148A

AutoCAD SHX Text
123C

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
150C

AutoCAD SHX Text
149C

AutoCAD SHX Text
149D

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
CS

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
MSB

AutoCAD SHX Text
SCOREBOARD 16' A.F.F.

AutoCAD SHX Text
PANEL HP-1

AutoCAD SHX Text
PANEL LP-1

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
TRANSFORMER

AutoCAD SHX Text
9'-0"

AutoCAD SHX Text
DISTRIBUTION PANEL HDP-2

AutoCAD SHX Text
26

AutoCAD SHX Text
26

AutoCAD SHX Text
26

AutoCAD SHX Text
28

AutoCAD SHX Text
LP-1 26,28,30

AutoCAD SHX Text
26

AutoCAD SHX Text
26

AutoCAD SHX Text
30

AutoCAD SHX Text
26

AutoCAD SHX Text
LP-1 20,22,24

AutoCAD SHX Text
22

AutoCAD SHX Text
22

AutoCAD SHX Text
24

AutoCAD SHX Text
24

AutoCAD SHX Text
10

AutoCAD SHX Text
10

AutoCAD SHX Text
LP-3 8,10,12

AutoCAD SHX Text
SCORER BOOTH (VERIFY LOCATION)

AutoCAD SHX Text
POWER AND CIRCUITRY NOT SHOWN OR SHOWN GRAY IS EXISTING TO REMAIN. 

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
SPECIFIC POWER NOTES - DETAIL A: NEW POWER RECEPTACLE. RE-USE EXISTING CIRCUITRY. EXTEND CIRCUITS AS REQUIRED. TYPICAL. CIRCUIT NUMBERS ARE DIAGRAMMATIC AND ARE SHOWN FOR REFERENCE ONLY TO INDICATE HOW MANY RECEPTACLES ARE ON EACH CIRCUIT. VERIFY CIRCUIT NUMBERS AND THE SERVING PANELS IN THE FIELD. (TYPICAL). 3/4" CONDUIT TO SCORER'S BOOTH. FIRE ALARM DEVICES ARE SHOWN FOR REFERENCE ONLY. THEY ARE PROVIDED BY OTHERS  UNDER A SEPARATE CONTRACT. COORDINATE WORK WITH FA CONTRACTOR.(TYPICAL). NOT USED DISTRIBUTION EQUIPMENT IS EXISTING TO REMAIN (TYPICAL) 

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
102'-0"

AutoCAD SHX Text
104A

AutoCAD SHX Text
117

AutoCAD SHX Text
123A

AutoCAD SHX Text
116

AutoCAD SHX Text
114

AutoCAD SHX Text
115

AutoCAD SHX Text
106

AutoCAD SHX Text
120C

AutoCAD SHX Text
122A

AutoCAD SHX Text
120A

AutoCAD SHX Text
122B

AutoCAD SHX Text
122C

AutoCAD SHX Text
120B

AutoCAD SHX Text
123B

AutoCAD SHX Text
130B

AutoCAD SHX Text
129

AutoCAD SHX Text
132

AutoCAD SHX Text
130A

AutoCAD SHX Text
137

AutoCAD SHX Text
138B

AutoCAD SHX Text
140

AutoCAD SHX Text
138A

AutoCAD SHX Text
145

AutoCAD SHX Text
147A

AutoCAD SHX Text
147C

AutoCAD SHX Text
148C

AutoCAD SHX Text
150A

AutoCAD SHX Text
150B

AutoCAD SHX Text
149A

AutoCAD SHX Text
101B

AutoCAD SHX Text
101A

AutoCAD SHX Text
118

AutoCAD SHX Text
"CREASE" LINE

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
120

AutoCAD SHX Text
121

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
134B

AutoCAD SHX Text
126

AutoCAD SHX Text
128

AutoCAD SHX Text
133

AutoCAD SHX Text
134A

AutoCAD SHX Text
136

AutoCAD SHX Text
142A

AutoCAD SHX Text
142B

AutoCAD SHX Text
141

AutoCAD SHX Text
144

AutoCAD SHX Text
146

AutoCAD SHX Text
147B

AutoCAD SHX Text
148B

AutoCAD SHX Text
149B

AutoCAD SHX Text
171A

AutoCAD SHX Text
171B

AutoCAD SHX Text
153

AutoCAD SHX Text
153A

AutoCAD SHX Text
157A

AutoCAD SHX Text
155

AutoCAD SHX Text
155A

AutoCAD SHX Text
156

AutoCAD SHX Text
157B

AutoCAD SHX Text
113

AutoCAD SHX Text
112

AutoCAD SHX Text
111

AutoCAD SHX Text
110

AutoCAD SHX Text
109

AutoCAD SHX Text
108

AutoCAD SHX Text
107

AutoCAD SHX Text
171D

AutoCAD SHX Text
171C

AutoCAD SHX Text
171E

AutoCAD SHX Text
122D

AutoCAD SHX Text
122E

AutoCAD SHX Text
119

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
RECOGNITION WALL

AutoCAD SHX Text
102A

AutoCAD SHX Text
102B

AutoCAD SHX Text
102C

AutoCAD SHX Text
102D

AutoCAD SHX Text
102E

AutoCAD SHX Text
102F

AutoCAD SHX Text
102G

AutoCAD SHX Text
102H

AutoCAD SHX Text
102J

AutoCAD SHX Text
102K

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
EWC

AutoCAD SHX Text
HC EWC

AutoCAD SHX Text
103B

AutoCAD SHX Text
103C

AutoCAD SHX Text
103D

AutoCAD SHX Text
103E

AutoCAD SHX Text
103F

AutoCAD SHX Text
103A

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
DOWN

AutoCAD SHX Text
DOWN 2"

AutoCAD SHX Text
RAMP

AutoCAD SHX Text
148A

AutoCAD SHX Text
123C

AutoCAD SHX Text
118E

AutoCAD SHX Text
124A

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
P16

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
 1

AutoCAD SHX Text
 2

AutoCAD SHX Text
 2

AutoCAD SHX Text
118B

AutoCAD SHX Text
118A

AutoCAD SHX Text
118C

AutoCAD SHX Text
118D

AutoCAD SHX Text
150C

AutoCAD SHX Text
149C

AutoCAD SHX Text
149D

AutoCAD SHX Text
153B

AutoCAD SHX Text
153C

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UP

AutoCAD SHX Text
V2

AutoCAD SHX Text
3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
SUMP

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
V2

AutoCAD SHX Text
A6

AutoCAD SHX Text
DASHED LINE OF

AutoCAD SHX Text
SOFFIT ABOVE

AutoCAD SHX Text
WATERPROOFING

AutoCAD SHX Text
(WP-1) AT PIT

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
(HR-1)

AutoCAD SHX Text
2

AutoCAD SHX Text
T.O.W.

AutoCAD SHX Text
105'-6"

AutoCAD SHX Text
105'-6"

AutoCAD SHX Text
T.O.W.

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
1

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
U2

AutoCAD SHX Text
A3

AutoCAD SHX Text
T

AutoCAD SHX Text
A3

AutoCAD SHX Text
T

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
107B

AutoCAD SHX Text
UN

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
A3

AutoCAD SHX Text
(ELEV-1)

AutoCAD SHX Text
SHELVING

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
SIM.

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
1

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
3

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
V2

AutoCAD SHX Text
V2

AutoCAD SHX Text
3

AutoCAD SHX Text
LOCKERS

AutoCAD SHX Text
N.I.C.

AutoCAD SHX Text
V2

AutoCAD SHX Text
104J

AutoCAD SHX Text
104K

AutoCAD SHX Text
118F

AutoCAD SHX Text
118G

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
CS

AutoCAD SHX Text
CS

AutoCAD SHX Text
RGF

AutoCAD SHX Text
(N.I.C.)

AutoCAD SHX Text
M6

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
WP-2

AutoCAD SHX Text
LINE OF

AutoCAD SHX Text
STAIRS

AutoCAD SHX Text
ABOVE

AutoCAD SHX Text
106'-6"

AutoCAD SHX Text
FIRE

AutoCAD SHX Text
DEPT.

AutoCAD SHX Text
CONN.

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
ACCORDIAN

AutoCAD SHX Text
FOLDING

AutoCAD SHX Text
PARTITIONS

AutoCAD SHX Text
B2

AutoCAD SHX Text
17'-2"

AutoCAD SHX Text
REMOVEABLE STAIR FOR

AutoCAD SHX Text
DRY EVENTS (N.I.C.)

AutoCAD SHX Text
WP #3

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
102-0"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
M16

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
Xref R:\2000\2009\001\work\BKGD\C001sg16.dwg

AutoCAD SHX Text
M12

AutoCAD SHX Text
M12

AutoCAD SHX Text
V2

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
B2

AutoCAD SHX Text
7'-2"

AutoCAD SHX Text
OPP.

AutoCAD SHX Text
TYP.

AutoCAD SHX Text
WP #1

AutoCAD SHX Text
WP #2

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
UNEXCAVATED

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
101'-10"

AutoCAD SHX Text
100'-0"

AutoCAD SHX Text
WP-1

AutoCAD SHX Text
101-10"

AutoCAD SHX Text
GOAL JUDGE

AutoCAD SHX Text
BOX (N.I.C.)

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
6

AutoCAD SHX Text
153D

AutoCAD SHX Text
V2

AutoCAD SHX Text
118H

AutoCAD SHX Text
118J

AutoCAD SHX Text
A6

AutoCAD SHX Text
UP

AutoCAD SHX Text
DASHED LINE

AutoCAD SHX Text
OF SHIPS

AutoCAD SHX Text
LADDER ABOVE

AutoCAD SHX Text
FLOOR BOXES,

AutoCAD SHX Text
TYP. - SEE ELEC.

AutoCAD SHX Text
DEMISING WALL - FULL HEIGHT

AutoCAD SHX Text
FUTURE WINDOW OPENINGS - REFERENCE WINDOW SCHEDULE FOR ROUGH SIZE OPENING DIMENSIONS



E05

A

SCALE   1/16" = 1' - 0"

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

E05

ROOF -
POWER PLAN

ROOF - POWER PLAN
N

AutoCAD SHX Text
RIDGE LINE

AutoCAD SHX Text
SLOPE @ - 3/8" PER FT.

AutoCAD SHX Text
SLOPE @ - 3/8" PER FT.

AutoCAD SHX Text
ROOF

AutoCAD SHX Text
HATCH

AutoCAD SHX Text
ROOF

AutoCAD SHX Text
HATCH

AutoCAD SHX Text
ROOF SYSTEM ABOVE METAL DECK: (SB-1)

AutoCAD SHX Text
1. THERMAL BARRIER

AutoCAD SHX Text
3. 6" EXPANDED POLYSTYRENE (INSUL-10) CONFIRM

AutoCAD SHX Text
   DENSITY IN LAYERS W/ STAGGERED JOINTS

AutoCAD SHX Text
4. 40 MIL EPDM MEMBRANE (SP-2)

AutoCAD SHX Text
5. BALLAST - 10 P.S.F. MIN W/ ADDITIONAL AS

AutoCAD SHX Text
   REQUIRED TO MEET WIND LOADING CRITERIA

AutoCAD SHX Text
(RH-1)

AutoCAD SHX Text
METAL BUILDING SUPPLIER

AutoCAD SHX Text
STANDING SEAM ROOF BY 

AutoCAD SHX Text
METAL BUILDING SUPPLIER

AutoCAD SHX Text
STANDING SEAM ROOF BY 

AutoCAD SHX Text
(RH-2)

AutoCAD SHX Text
DOWN SPOUTS, TYP.

AutoCAD SHX Text
ROOF GUTTERS & 

AutoCAD SHX Text
2. 6 MIL VAPOR RETARDER (VR-1)

AutoCAD SHX Text
ROOF GUTTERS & 

AutoCAD SHX Text
DOWN SPOUTS, TYP.

AutoCAD SHX Text
RD

AutoCAD SHX Text
OV RD

AutoCAD SHX Text
GREASE-RESISTANT

AutoCAD SHX Text
MEMBRANE (DASHED AREA)

AutoCAD SHX Text
BETWEEN STANDING

AutoCAD SHX Text
SEAMS, TYP.

AutoCAD SHX Text
WALKWAY PADS

AutoCAD SHX Text
STRUCT. SLOPE

AutoCAD SHX Text
@  / " PER FT.

AutoCAD SHX Text
@  / " PER FT.

AutoCAD SHX Text
STRUCT. SLOPE

AutoCAD SHX Text
CRICKETS, TYP.

AutoCAD SHX Text
TAPERED INSUL.

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
G

AutoCAD SHX Text
SPECIFIC KEY NOTES: EXISTING ROOF TOP UNIT (RTU) TO BE REMOVED AND RE-INSTALLED AFTER THE INSTALLATION OF NEW ROOF AND ROOF CURB. MAINTAIN EXISTING CIRCUITRY TO FEED RTU  AFTER THE INSTALLATION OF THE NEW ROOF. INTERCEPT AND EXTEND FEEDER AS REQUIRED.PROVIDE FINAL CONNECTIONS.  

AutoCAD SHX Text
1

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
RTU-9

AutoCAD SHX Text
RTU-8

AutoCAD SHX Text
RTU-7

AutoCAD SHX Text
RTU-6

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
1



E06

A

SCALE   1/32" = 1' - 0"

CITY OF CEDAR RAPIDS
Facilities Maintenance Services
City of Cedar Rapids  500 15th Ave SW, Cedar
Rapids, Iowa 52404

OWNER

SHEET: REV

NO.

REVISIONS

PROJECT NO.:

DOCUMENT DATE:

CHECKED BY:

DRAWN BY:

DESIGNED BY:

BYDESCRIPTION DWNDATE

CLIENT NO.:

CI
TY

 O
F C

ED
AR

 R
AP

ID
S

Im
O

n 
IC

E A
RE

NA
 R

EP
AI

R 
PR

O
JE

CT
 -

PH
AS

E 2
CE

DA
R 

RA
PI

DS
, I

O
W

A
PR

O
JE

CT
 #

 #
PU

R0
92

0-
07

1

0 OUT FOR BID DRAWINGS1-15-2021 MNA JJH

JJ

MNA

20-101254

MNA

11/2/2020

ENGINEER OF RECORD

INNOVATIVEêENGINEERS, INC. 
2871 Heinz Rd. Suite B, Iowa City, IA 52240
T   319.855.4115   I  F   319.351.0070
www.InnovativeEngineersInc.com

E06

SITE LIGHTING PLAN-
ALTERNATE #4

SITE LIGHTING PLAN - ALTERNATE #4 (SITE LIGHTING UPGRADE)
N

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
H1 

AutoCAD SHX Text
SPECIFIC POWER NOTES - DETAIL A: BID ALTERNATE 4: 1-FOR-1 REPLACEMENT OF EXISTING FIXTURES. PROVIDE NEW LED FIXTURES PER LIGHT FIXTURE SCHEDULE. RE-USE EXISTING CIRCUITRY. TYPICAL OF ALL 13 SITE LIGHTING FIXTURES.

AutoCAD SHX Text
1

AutoCAD SHX Text
1

AutoCAD SHX Text
:

AutoCAD SHX Text
:

AutoCAD SHX Text
:


	G0 General Sheet
	G00 Title Sheet-G00

	20.22_ICE_ARENA_arch_phase2_0117
	2020A129 Ph 2 - Bid Drawings - Structural - 2021-0115
	Bid Drawings - ImOn Ice Arena Mechanical Drawings - Phase 2 OFB
	Bid Drawings - Electrical 1-17-2020
	Electrical 1-17-2020-E00
	Electrical 1-17-2020-E01
	Electrical 1-17-2020-E02
	Electrical 1-17-2020-E03
	Electrical 1-17-2020-E04
	Electrical 1-17-2020-E05
	Electrical 1-17-2020-E06


