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A201

B1

A401

D4

A103

5

A201

10mm ATHLETIC RUBBER

FLOORING

COLOR #2

1,175 SQUARE FEET

10mm ATHLETIC RUBBER FLOORING

COLOR #2

130 SQUARE FEET

REPLACE 10mm ATHLETIC

RUBBER FLOORING

COLOR #1

1,150 SQUARE FEET

LOBBY

104

BID ALTERNATES:

ADD ALTERNATE #1 -

PROVIDE CONCRETE SLAB ICE RINK SYSTEM FOR THE OLYMPIC ICE RINK.

REFERENCE SHEET A102 AND DETAIL B3 AND B2 ON SHEET A501. (IF ADD

ALTERNATE #1 IS ACCEPTED THEN ADD ALTERNATE #2 WILL BE REJECTED

BY DEFAULT).

ADD ALTERNATE #2 -

REPLACE OLYMPIC RINK HEATING SYSTEM.

ADD ALTERNATE #3 -

EAST DECK EXPANSION (INCLUDES REMOVAL OF CONCRETE).

REFERENCE SHEET A502

ADD ALTERNATE #4 -

UPDATE SITE LIGHTING.

0' 10' 20' 30'

U

P

U

P

RAMP

DOWN

U

P

EAST DECK EXPANSION

ADD ALTERNATE #3

OLYMPIC ICE RINK

19,328 SQUARE FEET - NET AREA

100'-0"

2
0
0
'
-
0
"

R

2

8

'

-

0

"

TRAINING

157

PROVIDE 24"x24" CARPET TILE

(1,465 SQUARE FEET NET) FOR

ROOMS 154, 155, 156, 157 AND 161

MONDO 10mm SPORT IMPACT

FLOORING BY OTHERS

0' 10' 20' 30'

MONDO 10mm SPORT IMPACT

FLOORING BY OTHERS

RESTROOM

159

LOCKERS

160

HALLWAY

161

SHOWER

158

RECEPTION 

153

REPAIR SHOP

154

HEAD COACH

155

ASSIST COACH

156

PROVIDE 24"x24" CARPET TILE (176 SQUARE FEET NET)

PROVIDE 24"x24" CARPET TILE

(387 SQUARE FEET NET)

EXISTING TILE

5'-4"
NOTE:

1. PROVIDE 24"x24" CARPET

TILE BY SHAW, POURED TILE:

5T206, EMERALD: 06335

2. CONTRACTOR SHALL

ACCOUNT FOR CARPET

WASTE DURING

INSTALLATION. SQUARE

FOOTAGE INDICATED IS AN

APPROXIMATE AMOUNT.

CONTRACTOR TO VERIFY

ACTUAL AMOUNT NEEDED.

1
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FIRST FLOOR PLAN

FIRST FLOOR PLAN

SCALE: 1"=20'-0"
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114'-6"

DISASSEMBLE AND REMOVE NETTING

TURNBUCKLES, EYEBOLTS AND SUPPORT

WIRE FROM EXISTING DASHER BOARDS AND

STORE FOR REINSTALLATION - TYPICAL

AROUND RINK PERIMETER

0' 10' 20' 30'

2
4
'
-
0
"

16'-0"28'-0"

REMOVE EXISTING

DAMAGED SECTIONS

OF DASHER BOARDS

& PROVIDE DASHER

BOARDS MATCHING

EXISTING

EXISTING ICE RINK

DASHER BOARD

3

2

'

-

0

"

PAINT ACCENT COLOR #1 INTERIOR

WALL PANELS (BOTTOM 8'-0"),

GYPSUM BOARD COLUMN

ENCLOSURES (FULL HEIGHT WITH

ACCENT COLOR AND FIELD ABOVE)

AND HOLLOW METAL DOOR &

FRAMES - TYPICAL OF WEST AND

SOUTH WALLS (INDICATED WITH

DASHED LINE)

#4 @ 18" O.C. (EAST/WEST)

STEEL REINFORCEMENT

REFRIGERATED ICE RINK SLAB

#4 @ 14" O.C. (NORTH/SOUTH)

STEEL REINFORCEMENT

REFRIGERATED ICE RINK SLAB

REMOVE AND STORE

EXISTING ICE RINK

DASHER BOARDS,

INCLUDING BOXES,

GATES, ICE DAM

AND GLASS FOR

REINSTALLATION

REMOVE AND STORE EXISTING

TEMPERED RINK GLASS AND SUPPORTS

EXISTING GYPSUM BOARD

COLUMN ENCLOSURE - TYPICAL

5" THICK MONOLITHICALLY POURED CONCRETE RINK

SLAB FLATNESS AND LEVELNESS: FF40 / FL25 MINIMUM

B2

A501

PROVIDE 6x6 / 6x6 WWF STEEL REINFORCEMENT FOR RINK SLAB -

TIE TO REBAR EVERY 24" BOTH WAYS. PROVIDE 6" OVERLAP AT

ALL SEAMS. TERMINATE 3" FROM EDGE OF RINK

TYPICAL @

RINK EDGE

B1

A102

B2

A102

NOTES:

ICE RINK REFRIGERATED SLAB

1. Work shall be performed by a company regularly engaged in the

installation of refrigerated concrete floor and the application of

concrete materials. Provide proof that the contractor has successfully

completed at least three (3) projects of similar size and complexity in

the past.

2. Concrete slab work shall be performed by an established concrete

floor finishing contractor with a proven track record of satisfactory,

consistent quality workmanship for a period of a minimum five years

related to refrigerated floor slab and other stringent floor tolerance

specified concrete floor slabs. Floor finishing contractor must have

successfully performed refrigerated slabs utilizing specialized

mechanical laser-guided power screed equipment. Approved

contractor must show proof of this requirement to the consultant in

advance of issuing contract.

PAINT COLORS

P3

P5

P6

P7

CHOCOLATE BROWN  (PROVIDE CUSTOM COLOR MATCH)

ROUGHRIDER BLACK  (PROVIDE CUSTOM COLOR MATCH)

SW7004 "SNOWBOUND", EGGSHELL

SW6250 "GRANITE PEAK", EGGSHELL (FLOOR TO +8'-0" ABOVE FLOOR)

SW7004 "SNOWBOUND", EGGSHELL (+8'-0" TO TOP OF WALL)

4

PAINT NOTES

1. PAINT EXISTING GYPSUM BOARD AND CMU WALLS IN ROOM WITH OLYMPIC RINK.

PAINT COLOR "P7" SCHEME ON NORTH, SOUTH, EAST AND WEST WALLS AND

COLUMN ENCLOSURES.

2. PAINT ALL EXPOSED, NON-PAINTED OR UNFINISHED METAL (INCLUDING STRUCTURAL

TRUSSES, PURLINS, SECONDARY BRACING, EXPOSED MECHANICAL DUCTWORK AND

NON-PAINTED SURFACES) IN ROOM WITH OLYMPIC RINK. PAINT COLOR "P6" FOR

SURFACES ABOVE +8'-0" ABOVE FINISH FLOOR AND PAINT COLOR SW6250 "GRANITE

PEAK", EGGSHELL FOR SURFACES FROM FLOOR TO +8'-0" ABOVE FLOOR LEVEL.

3. DO NOT PAINT EXISTING METAL LINER PANELS (PRE-FINISHED WHITE) ABOVE THE

+8'-0" HIGH ACCENT COLOR ("GRANITE PEAK").

4

NORTH INTERIOR ELEVATION -  OLYMPIC RINK

SCALE: 1/16"=1'-0"

B1

23'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0"

ANGLED

WALL

BEYOND

0' 10' 20' 30'

129'-2"

TOP OF CMU

PAINT CMU AND GYPSUM

BOARD SURFACES -

TYPICAL AT OLYMPIC RINK

AND OLYMPIC

CONCOURSE AREAS

PAINT GYPSUM BOARD AND CMU WALLS AT

OLYMPIC CONCOURSE AND OLYMPIC RINK.

PAINT COLOR "P7" SCHEME - TYPICAL

OLYMPIC CONCOURSE

AREA

T/ CONCOURSE FLOOR

PAINT GYPSUM BOARD AND CMU WALLS AT OLYMPIC CONCOURSE

BEHIND ANGLED WALL (CONCOURSE CONTINUES TO GRIDLINE 3)

1
7
'
-
5
"

CONCOURSE

FLOOR

BEHIND

PAINT GYPSUM BOARD

PAINT GYPSUM BOARD

COLUMN ENCLOSURES

PAINT GYPSUM BOARD

COLUMN ENCLOSURES -

FULL HEIGHT - TYPICAL

PAINT METAL LINER PANELS

& GYP. BOARD 0" TO +8'-0"

ACCENT "GRANITE PEAK" -

TYPICAL

PAINT GYPSUM BOARD

COLOR "SNOWBOND"

ABOVE +8'-0" A.F.F. -

TYPICAL

PAINT NON-PAINTED

METAL SURFACES -

TYPICAL IN OLYMPIC

RINK AREA

PAINT CMU AND GYPSUM

BOARD SURFACES -

TYPICAL IN OLYMPIC RINK

AND OLYMPIC

CONCOURSE AREA

9'-8"115'-9"

WEST INTERIOR ELEVATION -  OLYMPIC RINK

SCALE: 1/16"=1'-0"

B2

OLYMPIC CONCOURSE

AREA

CITY OF CEDAR RAPIDS
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A102

OLYMPIC ICE RINK

FLOOR PLAN

FLOOR PLAN

SCALE: 1/16"=1'-0"A1
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23'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 29'-0" 23'-0"

1'-0"

1'-0"

2
8
'
-
9
"

2
8
'
-
9
"

2
8
'
-
9
"

2
0
'
-
9
"

2
0
'
-
9
"

2
6
'
-
8
"

2
6
'
-
8
"

2
6
'
-
8
"

2
6
'
-
8
"

2
6
'
-
8
"

2
6
'
-
8
 
1
/
2
"

2
8
'
-
9
 
1
/
2
"

8
 
1
/
2
"

REMOVE EXISTING ROOF HATCH AND ROOF CURB -

INSTALL 30" x 54" ROOF HATCH AND ROOF CURB

(SEE PROJECT MANUAL, SECTION 07 7233)

RIDGE - REFERENCE

DETAIL D3 ON SHEET

A501

222'-1 1/2"

280'-0"

EXISTING DOWNSPOUT SHALL

REMAIN - TYPICAL

S
L
O

P
E
 
@

 
-
 
3
/
8
"
 
P

E
R

 
F
T
.

S
L
O

P
E
 
@

 
-
 
3
/
8
"
 
P

E
R

 
F
T
.

REPLACE GUTTER (COLOR AND PROFILE TO MATCH EXISTING) -

PROTECT EXISTING DOWNSPOUT - CONNECT GUTTER TO

EXISTING DOWNSPOUT

"SSR" ROOF PANEL BY VARCO-PRUDEN

STANDING SEAM ROOF ASSEMBLY WITH R=25 BATT

INSULATION AND "WMP-50" LINER MANUFACTURED

BY LAMTEC CORPORATION

ROOF BELOW

(NOT IN SCOPE OF WORK)
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