ELECTRICAL SERVICE SEQUENCING NOTES NOVAK
REFER TO PROJECT MANUAL FOR CONSTRUCTION SCHEDULE AND SEQUENCING. BUILDING IS TO BE OCCUPIED DURING CONSTRUCTION. DES'GN
NEW SERVICE IS TO BE INSTALLED AND ENERGIZED PRIOR TO FEEDER REPLACEMENT GROUP

PROVIDE TEMPORARY MAIN SWITCH AT THE EXTERIOR ATS LOCATION. TEMPORARY MAIN SWITCH MAY BE SIZED LESS THAN 1200AMPS DEPENDING ON SEASONAL LOADS
AND THE SCHEDULE FOR FEEDER REPLACEMENT.

COORDINATE ALL POWER DISRUPTIONS WITH THE OWNER. THE OWNER WILL REQUIRE DISRUPTIONS TO SELECT AREAS OF THE FACILITY BE SCHEDULED FOR WEEKENDS ARCHITECGCTS
OR EVENINGS. 3801 RIVER RIDGE DRIVE NE

CEDAR RAFPIDS, IOWA 652402.7531
319-393-9334 FAX 393-9331

CRITICAL LOADS SUCH AS, BUT NOT LIMITED TO, PANEL P4, AND PANEL L4 ARE LIMITED TO POWER DISRUPTIONS FOR LESS THAN 10 MINUTES. PROVIDE TEMPORARY
FEEDS AS REQUIRED. BE B B B B

@ @ 6 OO

COORDINATE SEQUENCE OF ELECTRICAL CONNECTIONS TO MECHANICAL EQUIPMENT. BOILER, HOT WATER PUMPS, AND VFD'S ARE TO BE RELOCATED IN A SEQUENCE TO

MAINTAIN BUILDING HEAT.
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